
 

 

ADDICT®-SYS V3.1.0 
 

User Manual  
Issue: 5/2/2020 

 
 

 

 

Advanced DALI & DMX512 & RDM ς Install, Commission &Test 

 
  
 
 
 
 
 
 



ADDICT v3.0.1 User Manual  Introduction 

©2017 All rights reserved - 2 - 

 
 

 

Contents 
ADDICT®-SYS V3.1.0 ..................................................................................................... 1 

Advanced DALI & DMX512 & RDM ï Install, Commission &Test ................................... 1 
Introduction .................................................................................................................... 4 

SAFETY FIRST ......................................................................................................... 5 
Warranty .................................................................................................................... 5 

ADDICT Legacy ............................................................................................................ 6 
Using the ADDICT ........................................................................................................ 7 

Keys/Buttons ............................................................................................................. 7 

LEDs ......................................................................................................................... 7 
Connectors (Top Panel) ............................................................................................ 7 
Menu Navigation ....................................................................................................... 8 
Function Screen Navigation and Value Selection ..................................................... 8 

Global options for DALI functionality ....................................................................... 10 
Accessories ................................................................................................................ 10 

DALI Universal Lead Set ......................................................................................... 10 
9V Battery and 24V DC Plug-pack .......................................................................... 10 

PC Communication Adapter and Leads .................................................................. 11 
DMX512 and RDM Adapter ....................................................................................... 11 

Wi-Fi Connectivity ................................................................................................... 11 

Firmware Update ..................................................................................................... 11 

DALI Functionality ........................................................................................................ 13 
Installation ................................................................................................................... 13 

All Min/Max .............................................................................................................. 13 
Random Address .................................................................................................... 13 
Physical Selection ................................................................................................... 14 

Remapping .............................................................................................................. 16 
Assign Groups ......................................................................................................... 16 

Configuration .............................................................................................................. 18 
Settings ................................................................................................................... 18 
Groups .................................................................................................................... 19 

Scenes .................................................................................................................... 21 
DALI Types ............................................................................................................. 23 

Summary ................................................................................................................. 23 
Diagnostics ................................................................................................................. 25 

Test Commands ...................................................................................................... 25 

Chasing ................................................................................................................... 26 
Sniffing .................................................................................................................... 26 

Count Devices ......................................................................................................... 33 
Check Failures ........................................................................................................ 33 

Advanced .................................................................................................................... 34 

SCI (Serial Communications Interface) Mode ......................................................... 34 
Capturing ................................................................................................................. 34 

Programming ........................................................................................................... 38 
ADDICT Options ......................................................................................................... 42 

DMX512 and RDM (Remote Device Management) Functionality ................................ 43 
Test DMX512 ï Test Channels ............................................................................... 43 
Test DMX512 ï All Channels .................................................................................... 44 

Test DMX512 ï Chase Channels .............................................................................. 44 
Test DMX512 ï Sniff Channels ................................................................................. 45 



ADDICT v3.0.1 User Manual  Introduction 

©2017 All rights reserved - 3 - 

RDM Setup ï Identify All ......................................................................................... 46 
RDM Setup ï Count Devices .................................................................................. 46 

RDM Setup ï Setup Devices ................................................................................... 46 
ADDICT Menu Tree ....................................................................................................... 54 
Optional Extras ............................................................................................................. 55 
 
 
 
 



ADDICT v3.0.1 User Manual  Introduction 

©2017 All rights reserved - 4 - 

Introduction 
Congratulations on your purchase of the Control Freak® ADDICT®, arguably the first and best tool for DALI 
(& DMX512 and RDM with the optional DMX512 lead). With the ADDICT®, project commissioning becomes 
faster and easier. This is the user manual for the ADDICT®.  
You can power the bus (also called a DALI ΨƭƛƴŜΩύΣ ŘŜǘŜŎǘ line power, install and configure devices, back up 
your work, sniff and capture time stamped data traffic, test and interrogate devices and find and fix 
faults. It is also an SCI, supports DMX512 testing and RDM configuration. Since its release at Light Fair 
International at Las Vegas in May of 2006, the ADDICT® has become a virtual industry standard chosen by 
numerous OEMs, installers and systems integrators. 
 

The ADDICT® is primarily an installation and configuration tool for intelligent lighting devices that 
comply with the DALI (Digital Addressable Lighting Interface) protocol.  As an added feature, it 
can also be used to test systems based on the DMX512 protocol (requires optional DMX512 lead) 
and configure devices that implement the RDM (Remote Device Management) protocol. 

 
 

DALI ōǳǎ ƻǊ ΨlineΩ power. 
Since a DALI system requires a line power supply for communication, the ADDICT® will automatically 
provide power for the line (up to 245mA) when you first start using a DALI menu item in the ADDICT® if an 
external supply is not already present. Note: the ADDICT® cannot power the line unless it is externally 
powered by >14.5VDC preferably using the recommended external 24VDC mains adaptor which is 
normally supplied with the ADDICT®. If the line is separately powered, you can choose whether to 
connect the recommended external mains adaptor or battery to the ADDICT®, or instead rely solely upon 
the internal battery which will power the ADDICT® but not the DALI line. bƻǘŜ ǘƘŀǘ ǘƘŜ ǘŜǊƳ ΨōǳǎΩ ƛǎ ǳǎŜŘ 
ƛƴǘŜǊŎƘŀƴƎŜŀōƭȅ ǿƛǘƘ ǘƘŜ ǿƻǊŘ ΨƭƛƴŜΩ ƛƴ ǘƘƛǎ ƳŀƴǳŀƭΦ 
 

It is inadvisable to connect two DALI line power supplies at the same time and for this reason if the 
ADDICT® is already supplying line power, you should NOT connect another external supply to the line 
without first switching the ADDICT® off so it can detect the line power when you turn it on again, or hold 
the backlight button down for 1 second to temporarily disable the ADDICT® line power. When the 
ADDICT® is supplying line power the DALI bus status LED on the ADDICT® will flash repeatedly. 
Alternatively, when the ADDICT® detects an external line power supply the indicating led will illuminate 
constantly. When the led is off no bus (line) power supply is present and the ADDICT® has not yet been 
asked to perform any function requiring it to transmit or receive on the line. Note that when the ADDICT® 
is enabled in SCI TX mode (under the options menu), it will not power the line regardless of external 
supply, and requires an SCI such as a Control Freak® DIDIO® to talk through to the line. 
  

Also, important ς errors will occur if another DALI controller on the line tries to communicate 
ŎƻƴŎǳǊǊŜƴǘƭȅ ǿƛǘƘ ǘƘŜ !55L/¢Σ ŜȄŎŜǇǘ ǿƘŜƴ ȅƻǳ ŀǊŜ ƛƴ {ƴƛŦŦ ƳƻŘŜΦ  aŀƴȅ ƻŦ ǘƘŜ !55L/¢Ωǎ 5![L ŦǳƴŎǘƛƻƴǎ 
may require all other controllers to be disabled before they can be utilised successfully.  
 
 
 

Known Bugs 
There are no other known bugs, so if you find one please let us know!  

 
Other products 
Creative Lighting also make SLAMMO LED dimmers for DALI DMX512 DSI and RDM, DIDIO DALI serial 
Communication Interfaces, DIDIO DALI line power supplies, DIDIO Scene Controllers, DIDIO RGB and 
Sequence Controllers, DIDIO DMX-DALI interfaces, LIDA DALI AC controllers for Contactors/relays, Fans  
and HID loads. 
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SAFETY FIRST 

Our first consideration is always safety.  Under any circumstances: 
 
N DO NOT connect the ADDICT® to an untested cable ς ENSURE the cable is free of mains 

voltage and certified at a suitable SELV by the installing electrician. The ADDICT® is 
immune to mains voltages on the line except in the rare circumstance that mains is 
applied at the same moment that the ADDICT is both powering the line AND 
communicating by shorting the line. When mains voltages up to 250VAC are present on 
the DALI line, the ADDICT will display ŀ ǿŀǊƴƛƴƎ ά/!¦¢LhbΥ hǾŜǊ-voltage on DALI line, 
ŎƭŜŀǊ Ŧŀǳƭǘ ŀƴŘ ǊŜǎŜǘέΦ 

N DO NOT open the ADDICT® case, battery compartment only - Qualified & authorised 
personnel only to open the main case. 

N DO NOT place or install goods in any way that could prove hazardous. 
N DO NOT attempt to change any part of the wiring or connections provided 
N DO NOT spray or immerse power supply or ADDICT® unit with or in liquid. 
N DO NOT operate or transport the ADDICT without the protective rubber boot. 
 

Warranty 

Refer to the Creative Lighting Warranty Statement 
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ADDICT Legacy 

The ADDICT is now a 3rd Generation DALI/DMX512 commissioning device built upon 
years of research and development. The new ADDICT V3 moves to an unprecedented 
level of sophistication, allowing for more features than ever before.  
 
The V3 allows for the following improvements over the V2 

¶ 16 times as much memory 

¶ 10 times as many Millions of Instructions per Second 

¶ Use of a Real-Time Operating System 

¶ Native 32-bit processing 

¶ Wi-Fi connectivity 

¶ Improved DMX512 transient protection 

¶ User Firmware Upgrades 

¶ DALI Device Types 

¶ DALI V2 Commands 
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Using the ADDICT 

Keys/Buttons 

Name Image Function 

 
Power 

  
Turns the ADDICT® On or Off 

 
Up 

  

Navigate up in menus and select the previous value on function screens.  If 
pressed while on the first item/value, selection will wrap around to the last 
item/value 

 
Down 

  

Navigate down in menus and select the next value on function screens.  If 
pressed while on the last item/value, selection will wrap around to the first 
item/value 

 
Increase 

  

Increases the currently selected value by 1.  Holding down the button will cause 
the value to be increased faster.  If pressed while on the maximum value, it will 
wrap around to the lowest possible value 

 
Decrease 

  

Decreases the currently selected value by 1.  Holding down the button will cause 
the value to be decreased faster.  If pressed while on the minimum value, it will 
wrap around to the highest possible value 

 
Enter 

  

Select an item in a menu and if the final value on a function screen is selected, 
execute the function using the selected values.  If the final value is not selected, 
the next value will be selected. 

 
Escape 

  
Return to the previous menu and exit a function and return to the menu. 

 
Backlight 

  

Briefly pressing the backlight button will cause the LCD backlight to toggle 
between on and off.  If held down for more than a second, the internal DALI line 
power supply will also be turned off (if currently activated) 

 

LEDs 

Name Colour On Flashing Flashing twice Off 

DALI 
Bus 

Status 
Green 

An external 
line (bus) 

power 
supply has 

been 
detected 

The ADDICT® is 
supplying line 

power 

 
The ADDICT® is in SCI 
TX (transmit) Mode  

No external line power 
supply detected &  
the ADDICT® ƛǎƴΩǘ 
supplying power 

Battery Orange  
The 9V internal 
battery is low.  

 
Battery is healthy 

 

Connectors (Top Panel) 

Type Function 
4mm banana female sockets 

x 2 
Connects the ADDICT® to a DALI line via the supplied universal lead set 
with 2 x 4mm banana jacks.  

Male 2.1mm power socket 

Allows for an external 24VDC (9-24V; >15V (eg 24V) required if powering 
the DALI line) supply to be used to power the ADDICT®. Mechanically 
switches battery off when external power plug is inserted ς the ADDICT® 
will turn off during switch over. 

RJ45 socket Used for PC communications and DMX512/RDM 
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Menu Navigation 

All the functions available with the ADDICT® are accessed using a simple menu system: 
 

 
 
The Ą arrow along the left-hand side of the screen indicates which menu item is currently 
selected. 
 
Pressing up and down (§ and ̈ ) buttons navigates up and down the current menu. 
 
Pressing ENTER opens the selected menu item, which will either display a sub-menu or enter a 
function screen (which are explained in the next section). 
 
Pressing ESCAPE will return from a sub-menu back to the previous menu. 
 
Note: most menus contain more than 3 items and therefore all the items cannot be shown at 
once.  If there are more items above or below those currently shown, ą and Ć arrows will be 
shown along the right-hand side of the screen. 

Function Screen Navigation and Value Selection 

Nearly all the actual functionality that can be performed with the ADDICT is done through 
άŦǳƴŎǘƛƻƴ ǎŎǊŜŜƴǎέΣ ŀƴŘ ǘȅǇƛŎŀƭƭȅ ŜŀŎƘ ŦǳƴŎǘƛƻƴ ǎŎǊŜŜƴ ƛǎ ǳǎŜŘ ƛƴ ǘƘŜ ǎŀƳŜ ǿŀȅΦ 
 
The following is an example of a typical function screen: 
 

 
 
Function screens normally have a title along the top line. Usually, there is one or more values 
ǘƘŀǘ Ŏŀƴ ōŜ ǎŜƭŜŎǘŜŘΣ ŀƴŘ ƛƴ ǘƘŜ ŀōƻǾŜ ŜȄŀƳǇƭŜ ǘƘŜȅ ŀǊŜ ǘƘŜ ǾŀƭǳŜǎ ŦƻǊ άƻƭŘ ŀŘŘǊŜǎǎέ ŀƴŘ άƴŜǿ 
ŀŘŘǊŜǎǎέ όƴƻǘŜ ǘƘŜ ǘǿƻ ǾŀƭǳŜǎ ŀǊŜ ƛƴ ōƻƭŘΦ  Lƴ ǘƘƛǎ ǳǎŜǊ ƳŀƴǳŀƭΣ ŀƭƭ ǾŀƭǳŜǎ ǘƘŀǘ ŀǊŜ ǎŜƭŜŎǘŀōƭŜ ƻƴ a 
function screen are bold). 
 
The value that has focus (and can therefore be changed) will always be flashing.  The increase 
and decrease (ς and +) buttons are used to change the currently selected value. 
 
The up and down buttons are used to navigate between the values that can be selected. 
 
Note: a selectable value is not always a number, e.g. YES and NO can be selectable values when 
confirming certain actions. 
 
Generally, when a function screen is displayed, the relevant function will not occur until the 
enter button is pressed on the last value (typically the value closest to the bottom-right of the 
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screen).  Pressing enter on any other value on the screen has the same effect as pressing down. 
In special cases, additional information is displayed when pressing the enter button. 
 
Pressing escape will return to the menu. 
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Global options for DALI functionality 

Three global options, two of which are enabled by default, may affect the operation of function 
screens (but only for DALI functionality): 

¶ Live Preview ς if this option is enabled, the ADDICT® will transmit DALI commands to 
immediately show what has been selected for certain values, e.g. when selecting the 
address of a device, that address is set to maximum and all others to minimum.  The 
effect of live preview on each function screen is given in this manual with the 
descriptions for each screen. 

¶ Auto-Scan ς many function screens require a DALI device (either an address or group) to 
be selected from the line.  If auto-scanning is enabled, the ADDICT® will skip over 
ŀŘŘǊŜǎǎŜǎκƎǊƻǳǇǎ ǘƘŀǘ ŘƻƴΩǘ ǊŜǎǇƻƴŘΦ  LŦ ŀǳǘƻ-scanning is disabled, all addresses and 
groups are selectable, but typically the ADDICT® ǿƻƴΩǘ ŀƭƭƻǿ ǘƘŜ ŦǳƴŎǘƛƻƴ ǘƻ ōŜ 
performed unless the selected device responds. 

¶ SCI Tx Mode ς allows the user to communicate with the DALI loop via a suitable SCI 
(Serial Communications Interface) such as the DIDIO SCI made by Creative Lighting. This 
mode also enables the user to communicate wirelessly via suitable radio modems such as 
those available from Creative Lighting. The ADDICT® is shipped with the SCI Tx mode OFF 
by default. When this mode is enabled by the user, the bus status led will flash 1-2 pause 
1-2 pause continuously. This mode can ONLY work with the DALI line via the SCI 
mentioned above and the user cannot work normally with a DALI device or line until they 
disable the SCI Tx Mode. 

The procedure for setting the above options is described on page 42. 

Accessories 

DALI Universal Lead Set 

The ADDICT® is supplied with a set of red and black leads suited to plug into the DALI sockets on 
the top of the ADDICT®.  The leads also come with various types of connectors that can be 
attached depending on the connection available to the DALI line. 

9V Battery and 24V DC Plug-pack 

Typically, the ADDICT® is powered by a standard 9V battery (Note: rechargeable 9V batteries are 
not recommended, batteries are not included but are optionally available) that can be changed 
when necessary by opening the battery cover on the back of the ADDICT® (if fitted, the rubber 
boot will need to be removed first).  Ensure that the 9V battery is inserted with the correct 
polarity. The 9V battery is intended to operate the ADDICT® in all modes except powering the 
DALI line which requires an external supply connection to the ADDICT® such as the 24VDC mains 
adaptor supplied as standard with the ADDICT®. 
 
A 24VDC plug-pack mains adaptor may also be used instead of the battery and a suitable SMPS 
slimline mains adaptor is available for purchase from Creative Lighting. 
 
Due to mechanical limitations of switching between the battery and plug-pack, the ADDICT® will 
typically switch off if the plug-pack is connected or disconnected. 
 
Note: When the plug-pack is connected, the battery is electrically disconnected from the 
ADDICT®, and therefore the plug-pack does not recharge the 9v battery. 
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PC Communication Adapter and Leads 

Some of the functions available with the ADDICT® require a connection to a PC.  To connect the 
ADDICT® to a PC, an RJ45 to DB9 adaptor or lead may be used (available from Creative Lighting). 
If your PC or laptop does not have a 9-pin serial port, you will need a suitable USB-9 pin serial 
adaptor available from computer supply companies. Note: the combined length of the 
connection between ADDICT® and PC should be less than two metres. 
 

The required serial port settings for the PC (or any device capable of transmitting/ receiving RS-
232 serial data) is: 

¶ Baud rate ς 19200 

¶ Data bits ς 8 

¶ Parity ς None 

¶ Stop bits ς 2 

¶ Handshaking ς None 
 
To communicate with the PC1 we recommend you use a Terminal application such as 
HyperTerminal (available standard in many OS versions eg Windows XP) or similar.  
 
To sniff to PC, you will need a null modem between the DB9 lead and the PC together with the 
appropriate gender-changer. 

DMX512 and RDM Adapter 

When testing DMX512 or configuring a device using RDM, the optional adapter lead(s) converting 
from RJ45 to 3-pin or 5-pin XLR connectors are used.  The Y adaptor has both male and female 
XLR connectors for use with both DMX512 receive and transmit respectively. 
 

Wi-Fi Connectivity 

The ADDICT V3 features Wi-Fi connectivity, allowing for remote control via Tablet/Phone 
Application. The Android Companion Application is outlined in a separate manual, but includes 
the ability to use almost all default functions wirelessly, while providing additional support and a 
more user-friendly interface.  
 
To connect to the Addict, select Wi-Fi from the main menu. Hint: In the main menu press Up 
once to quickly highlight the Wi-Fi option! 
 
hƴ ǘƘŜ ǇƘƻƴŜκǘŀōƭŜǘ ŘŜǾƛŎŜ ǎŜƭŜŎǘ ǘƘŜ Ψ!55L/¢_XXΩ {{L5 ŦǊƻƳ ǘhe list and enter the password 
32828777.  
 

Firmware Update 

The ADDICT V3 allows for firmware updates to be applied via DMX512, or RS485. The ADDICT V3 
must be in boot mode to accept the firmware update.  
 
Tip: The current ADDICT firmware version can be vieǿŜŘ ƻƴ ǘƘŜ ΨŀōƻǳǘΩ ƻǇǘƛƻƴ ƛƴ ǘƘŜ Ƴŀƛƴ 
menu. 
 
A Creative Lighting Firmware Updater tool has been developed to correctly write the firmware 
to the device. Due to the size of the firmware this can take several minutes. 

 
1 Personal Computer with a Serial Port 
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To connect the ADDICT to the PC requires a USB to RS485 tool, such as the DIGITECH RS485 tool, 
or Enttec USB Pro. 
 
To apply the firmware update; 

1. Enter Boot Mode 
a. Either by pressing Ψ/ƻƴƴŜŎǘ ǘƻ 5ŜǾƛŎŜΩ ŦǊƻƳ ǘƘŜ t/ ǿƘƛƭŜ ά/ƻƴǘǊƻƭ CǊŜŀƪ !55L/¢έ 

is displayed on screen at start-up, 
b. Or by pressing both ǘƘŜ 9{/ ŀƴŘ 9b¢9w YŜȅǎ ǿƘƛƭŜ ά/ƻƴǘǊƻƭ CǊŜŀƪ !55L/¢έ ƛǎ 

displayed on screen. 
c. LŦ ǎǳŎŎŜǎǎŦǳƭΣ ǘƘŜ ǎŎǊŜŜƴ ǿƛƭƭ ŘƛǎǇƭŀȅ άCƛǊƳǿŀǊŜ ¦ǇŘŀǘŜέ 

2. Use the Tool shown below. Select the firmware to be uploaded and press Upload 
Firmware. Both the application and the ADDICT will display the percentage of firmware 
that has been uploaded. 

 

 
 

Troubleshooting 
 

¶ If the tool stops uploading firmware, repeat the process. If it continues to happen 
contact Creative Lighting 

¶ If the process stops, turn off the ADDICT and repeat the process. During the process the 
ŦƛǊƳǿŀǊŜ ƛǎ ŜǊŀǎŜŘ ŦǊƻƳ ǘƘŜ ŘŜǾƛŎŜΣ ƛŦ ǘƘŜ !55L/¢ ŀǘǘŜƳǇǘǎ ǘƻ Ǌǳƴ ǿƛǘƘ ƴƻ ŦƛǊƳǿŀǊŜ άbƻ 
ŦƛǊƳǿŀǊŜέ ǿƛƭƭ ōŜ ŘƛǎǇƭŀȅŜŘ ƻƴ ǘƘŜ ǎŎǊŜŜƴΦ 

¶ Stopping the process during upload wiƭƭ ƴƻǘ ΨōǊƛŎƪΩ ǘƘŜ !55L/¢Σ ƘƻǿŜǾŜǊ ƛǘ ǿƛƭƭ ƴƻǘ ōŜ 
usable until the firmware has been successfully updated.  
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DALI Functionality 
The DALI menu contains four submenus: ς Installation, Configuration, Diagnostics, and Advanced 
ς and the underlying functionality contained in each of these sub-menus is described in detail in 
this section of the user manual. 

Installation 

The Installation menu contains the most common functions required when installing DALI 
devices. 

All Min/Max 

/ƻƴǘƛƴǳƻǳǎƭȅ ǎŜƴŘǎ ŀƭǘŜǊƴŀǘƛƴƎ άaƛƴƛƳǳƳέ ŀƴŘ άaŀȄƛƳǳƳέ ŎƻƳƳŀƴŘǎ ŜǾŜǊȅ н ǎŜŎƻƴŘǎ ǘƻ ŀƭƭ 
connected devices on the line until either the escape or enter button is pressed.  This is a quick 
way of confirming that all devices connected to the line are responding to DALI broadcast 
commands. 
 
Selectable values:  none 

Random Address 

Assigns addresses randomly to the devices on the DALI line.  There are two options available 
under Random Address ς Address New and Address All. 
 
When Address New is selected, only devices that currently do not have addresses assigned to 
them will be addressed as those that report addresses will keep their current addresses.  If 
Address All is selected, all devices will have their addresses cleared and they will then be 
randomly addressed. 
 
Before the addressing procedure begins, confirmation is required: 
 
 

 
 
5ǳǊƛƴƎ ŀŘŘǊŜǎǎƛƴƎΣ ŀ ǇǊƻƎǊŜǎǎ ōŀǊ ƛǎ ŘƛǎǇƭŀȅŜŘ ŦƻǊ ŜŀŎƘ ŘŜǾƛŎŜ ǿƘƛƭŜ ƛǘΩǎ being "located". Once a 
device is located, the address it has been assigned is displayed on the screen and then the 
ADDICT® will then move on to locating the next device. 
 

 
 
If Live Preview ƛǎ ŜƴŀōƭŜŘΣ ŀ άaƛƴƛƳǳƳέ ŎƻƳƳŀƴŘ ƛǎ ǎŜƴǘ ǘƻ ŀƭƭ ŘŜǾƛŎŜǎ ŀǘ ǘƘŜ ŎƻƳmencement of 
random addressing, and then each device on the line ƛǎ ǎŜƴǘ ŀ άaŀȄƛƳǳƳέ ŎƻƳƳŀƴŘ ǿƘŜƴ ƛǘΩǎ 
assigned an address to show the addressing taking effect. 
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During the random addressing process, one the following messages may appear on the last line 
of the screen: 

¶ ά/ƻƳǇƭŜǘŜέ ς random addressing has finished, and at least one device has been 
randomly assigned an address. 

¶ άbƻ ƴŜǿ ŘŜǾƛŎŜǎέ ς no devices without addresses were detected on the line when 
Address New is selected. 

¶ άbƻ ŘŜǾƛŎŜǎ ƻƴ busέ ς no devices were detected on the line when Address All is selected. 

¶ άbƻ ǎǇŀǊŜ ŀŘŘǊǎέ ς The ADDICT® failed to give a device an address because all 64 
addresses available with DALI are currently in use on the line. 

¶ ά{ŜŀǊŎƘ ŜǊǊƻǊ ƻǊ ±ŜǊƛŦȅ ŦŀƛƭŜŘέ ς an error occurred when trying to locate a device.  The 
ADDICT® will allow three of these errors to occur before it stops the random addressing 
process. Typically, these errors are non-repetitive and are due to intermittent noise on 
the line, hence the 3x fail-safe approach. 

 

Selectable values: 

¶ Confirmation (YES, NO) ς Press enter with YES selected to confirm random addressing, 
NO to cancel. 

 

At the end of a random addressing session, the user can choose to do a check count of the line 
by pressing enter. For details see: Count Devices on page 33. Press escape from the Count 
Device screen to return to the previous addressing menu.  

Physical Selection 

Assigns addresses to the devices on the DALI line one at a time by means of their lamps being 
temporarily removed.  There are two options available under Physical Selection ς Address New 
and Address All. 
 
When Address New is selected, the physical selection procedure begins immediately and all 
devices that report their addresses will keep their current addresses.  If Address All is selected, 
all devices will first have all their addresses cleared. 
 
Before the physical selection procedure begins, confirmation is required: 
 

 
 
There are four different screens that can be displayed during the physical selection procedure: 
 

 
 
This screen will be shown if any devices on the DALI line do not currently have an address.  Also 
shown is the next address that will be assigned to a device when its lamp is removed, and how 
many devices have already been addressed during this physical selection procedure (these two 
fields are always displayed during physical selection). 
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If a lamp is removed from a device, it is assigned with the next address, and the instruction of 
the screen changes to the following: 
 

 
 
The ADDICT® will then wait until the lamp is reconnected.  Once the lamp is reconnected, the 
ADDICT® will visually confirm that the device has been addressed: 
 

 
 
During visual confirmation, the lamp will flash three times if it has been addressed.  It will only 
flash once if it already had an address and it was not assigned the new address. 
 
!ŦǘŜǊ Ǿƛǎǳŀƭ ŎƻƴŦƛǊƳŀǘƛƻƴΣ ǘƘŜ άwŜƳƻǾŜ ƭŀƳǇέ ǎŎǊŜŜƴ ǿƛƭƭ ƻƴŎŜ ŀƎŀƛƴ ōŜ ŘƛǎǇƭŀȅŜŘΦ  ²ƘŜƴ all the 
devices on the DALI line have been addressed, the following screen will be shown: 
 

 
 
If Live Preview ƛǎ ŜƴŀōƭŜŘΣ ŀ άaƛƴƛƳǳƳέ ŎƻƳƳŀƴŘ ƛǎ ǎŜƴǘ ǘƻ ŀƭƭ ŘŜǾƛŎŜǎ ŀǘ ǘƘŜ ŎƻƳƳŜƴŎŜƳŜƴǘ ƻŦ 
ǇƘȅǎƛŎŀƭ ǎŜƭŜŎǘƛƻƴΣ ŀƴŘ ǘƘŜƴ ƻƴŎŜ ŀ ŘŜǾƛŎŜ Ƙŀǎ ōŜŜƴ ŀŘŘǊŜǎǎŜŘΣ ƛǘ ǿƛƭƭ ōŜ ǎŜƴǘ ŀ άaŀȄƛƳǳƳέ 
command.  If Live Preview is disabled, visual confirmation will still occur, but afterwards the 
device will return to its previous level. 
 
Selectable values: 

¶ Confirmation (YES, NO) ς Press enter with YES selected to confirm random addressing, 
NO to cancel. 

 
Note: Some DALI devices are not capable of detecting when their lamps are removed, however 
these devices may be fitted with a push button or similar that mimics a removed lamp for 
physical selection. 
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Remapping 

Remapping allows devices on the DALI line to be given new addresses, and will usually be 
required after random addressing if devices need to have specific addresses (which is 
recommended).  The following example will remap address 14 to address 55: 
 

 
 
When selecting the new address, a message will be displayed indicating if the selected address is 
not currently used on the line (as shown in the above figure). 
 

If the new address is currently assigned to a device on the line, then the addresses of both 
devices will be swapped, provided there is at least one unused address available on the line. 
 

The ADDICT® ŀƭǎƻ ŀƭƭƻǿǎ ŀ ƴŜǿ ŀŘŘǊŜǎǎ ƻŦ ά/[wέ ό/[9!wύ ǘƻ ōŜ ǎŜƭŜŎǘŜŘ ŀƴŘ ǘƘƛǎ ŎŀǳǎŜǎ ǘƘŜ 
device with the old address to have its address cleared.  The following example will clear address 
7 (and therefore that device will now have no address): 
 

 
 
Selectable values: 

¶ Old Address (0 ς 63) ς The current address of the device being remapped 

¶ New Address (0 ς 63, CLR) ς The new address (or no address) of the device being 
remapped.  Press enter to remap the device. 
 

TIP! If the ADDICT® reports no devices and you are sure that you are correctly connected to the 
line, you may have duplicate addresses in devices on the line. If you suspect this cause, you can 
correct the problem by one of the following: 
 

a) {ŜƭŜŎǘ ά!ŘŘǊŜǎǎ ![[έ ŦƻǊ ǊŀƴŘƻƳ ŀŘŘǊŜǎǎƛƴƎ ƻǊ ǇƘȅǎƛŎŀƭ ǎŜƭŜŎǘƛƻƴ ς this will initially clear 
all addresses 

b) If the duplicated address is known, clear that address (refer above) using remapping to 
CLR 

Assign Groups 

Once devices have been given addresses, they can then be assigned to one or more of the 16 
DALI groups as required.  Assign Groups provides a visual method of assigning groups to a 
device, with ticks indicating assigned groups and crosses indicating unassigned groups.  The 
following example shows address 30 is currently assigned to groups 3, 10 and 15: 
 

 



ADDICT v3.0.1 User Manual  DALI Functionality 

©2017 All rights reserved - 17 - 

 
The navigation buttons (up and down) are used to select between the address and each of the 
16 groups.  When a group is selected, +/- toggles between a tick and a cross and the group will 
be assigned/unassigned when that group is unselected.  Each time a navigation button is 
pressed, the screen is updated to show the current group assignment and this can be used to 
confirm any changes that have been made. 
 
An alternative means of assigning groups and more complex grouping (e.g. adding a group to 

another group) can be performed under Configuration  Groups. 
 
Selectable values: 

¶ Address (0 ς 63) ς The address of the device being assigned to groups.  Current group 
assignments shown when selecting. 

¶ 0ς15 Group assignments (U, V) ς V for assigned to the group, U for unassigned. 
Set AddressSet Address effectively sets the address of every device on the line to a specified 
address.  The following example will set all connected devices to address 40:  
 

 
 
Although setting every connected device to a specific address is potentially undesirable when 
working with multiple devices (hence the need for a confirmation screen) this function allows for 
single devices to be quickly addressed before being connected to a DALI line. 
 
bƻǘŜΥ ¢Ƙƛǎ ŦŜŀǘǳǊŜ ǿƻƴΩǘ ǿƻǊƪ ǿƛǘƘ ŘŜǾƛŎŜǎ ǘƘŀǘ Ŏƻƴǘŀƛƴ ƳƻǊŜ ǘƘŀƴ ƻƴŜ ƭƻƎƛŎŀƭ 5![L ŘŜǾƛŎŜ όŜΦƎΦ 
Creative Lighting SLAMMO® 3 channel LED dimmer) since all logical devices will be assigned the 
same address, so these devices will still need to be addressed using random addressing. 
 
As well as being able to select one of the 64 DALI addresses, CLR can also be selected as the new 
address, and this has the effect of clearing the addresses from all connected devices. 
 
Selectable values: 

¶ New Address (0 ς 63, CLR) ς The new address (or no address) for all connected devices.  
Press enter to proceed to the confirmation screen. 

¶ Confirmation (YES, NO) ς Press enter to confirm setting the new address, YES to set the 
address, NO to cancel. 
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Configuration 

Each DALI device contains several standard stored settings that affect how it will react to 
different commands and events.  The Configuration menu contains five functions for changing 
these stored settings, as well as a Summary function for quickly viewing the current settings for 
a device. 

Settings 

Cfg Settings is used to configure the stored settings in a device (or group of devices) that require 
only one value. The ADDICT V3 features DALI V2 control, allowing V2 settings to be configured. 
Device(s) requiring more than one value, such as groups assignments and scenes which have 16 
values each are not included here: 
 

¶ Minimum level 

¶ Maximum level 

¶ System failure level 

¶ Power-on level 

¶ Fade time 

¶ Extended Fade (DALI V2) 

¶ Fade rate 

¶ Defaults? 

¶ Save Memory? (DALI V2) 
 
The Defaults? And Save Memory? Settings are not stored settings, but instead are used to 
instruct the device(s) to reset all their settings (including those for group assignments and 
scenes) to factory default levels (but does not modify the address of any device) and save 
persistent memory (Such as Address, Group, Fade Time, etc). Tip! Save memory can be used if a 
DALI device is not saving settings during power fail.  

 

 
 
There are 3 selectable values on the Cfg Settings screen ς the Address/Group, the setting name, 
and the setting value.  For addresses of devices that are on the line, the current value for the 
setting is displayed when the address or setting name is selected.  For addresses of devices that 
ŀǊŜƴΩǘ ƻƴ the line or when a group is selected, the current value is replaced with dashes. 
 

 
 
When a setting value is displayed, the alternative text for that value will also be displayed (e.g. 
percentages for levels, time for fade time and steps for fade rate). 
 
When changing a value, the value in the device is not actually changed until enter is pressed. 
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The values for the Defaults? setting is yes/no, and selecting yes and pressing enter will cause the 
settings for the device to be reset back to factory defaults. 
 
!ƭǘƘƻǳƎƘ ŎǳǊǊŜƴǘ ǾŀƭǳŜǎ ŎŀƴΩǘ ōŜ ǊŜǘǊƛŜǾŜŘ ŦƻǊ ƎǊƻǳǇǎ ƻŦ ŘŜǾƛŎŜǎ in DALI (as multiple devices 
would have to simultaneously reply), Cfg Settings can still be used to change the settings for 
ƎǊƻǳǇǎ ƻŦ ŘŜǾƛŎŜǎΣ ōǳǘ ŎƻƴŦƛǊƳŀǘƛƻƴ ǿƻƴΩǘ ōŜ ŀǾŀƛƭŀōƭŜ ǳƴƭŜǎǎ ŀƴ address within that group is 
selected. 
 
If Live Preview is enabled: 

¶ Selecting an address/group will cause that address/group to be set at maximum and all 
others at minimum 

¶ {ŜƭŜŎǘƛƴƎ ŀ ǾŀƭǳŜ ŦƻǊ ŀ ǎŜǘǘƛƴƎ ǿƛǘƘ ŀ ƭŜǾŜƭ ǿƛƭƭ ŎŀǳǎŜ ŀ άDƻ ǘƻ ƭŜǾŜƭέ ŎƻƳƳŀƴŘ ǘƻ be sent 
to the selected address/group. 

 
Selectable values: 

¶ Address/Group (Address:0-63, Group:0-15, Devices:ALL) ς The address or group of the 
device(s) to configure the settings for. 

¶ Setting (Minimum, Maximum, Sys Fail, Power On, Fade Time, Fade Rate, Defaults?) ς The 
setting to configure or reset to defaults 

¶ Setting Value (various ranges of values depending on setting) ς Pressing enter will save 
any changes made to the selected setting. 

 

Groups 

Config Groups provides a more comprehensive and alternative method of adding and removing 

devices to DALI groups (when compared with Installation  Assign Groups.) 
 

  
 
The address or group selected in the second line is the device that is being added to, or removed 
from, a DALI group.  The group chosen in the third line is the group being added to, or removed 
ŦǊƻƳΦ  {ƛƴŎŜ ōƻǘƘ ǾŀƭǳŜǎ Ŏŀƴ ōŜ ƎǊƻǳǇǎΣ ǾŀƭǳŜǎ ŀƭǿŀȅǎ ƘŀǾŜ ǘƘŜƛǊ άƭƛƴŜέ ƛƴŘƛŎŀǘŜŘ ƛƴ ǘƘƛǎ ǎŜŎǘƛƻƴ 
to remove the ambiguity. 
 
When an address for a device that is on the line is selected (2nd line of screen text), its current 
assignment to the selected DALI group (3rd line of screen textύ ƛǎ ŘƛǎǇƭŀȅŜŘ ƴŜȄǘ ǘƻ άŀǎǎƛƎƴŜŘέ ŀǎ 
either yes (is assigned to the group) or no (is not assigned to the group). 
 
When a group is selected (2nd line of screen text), the current assignment to the selected DALI 
group (3rd line of screen text) cannot be shown, and the yes/no option will not be available until 
ǘƘŜ ǳǎŜǊ ƴŀǾƛƎŀǘŜǎ Řƻǿƴ ǘƻ άŀǎǎƛƎƴŜŘέΦ 
 
The final line of screen text sets whether the selected device(s) (2nd line of screen text) should be 
assigned to the selected DALI group (3rd line of screen text).  Confirmation is provided for 
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addresses (2nd line of screen text), but no confirmation is available for groups (2nd line of screen 
text) unless an address within that group is selected (2nd line of screen text). 
 
If Live Preview is enabled: 

¶ Selecting an address/group (2nd line of screen text) will cause that address/group to be 
set at maximum and all others at minimum 

¶ Selecting a DALI group (3rd line of screen text) will cause that group to be set at maximum 
and all others at minimum 

 
Selectable values: 

¶ Address/Group (Address:0-63 and Group:0-15, ALL) ς The address or group of the 
device(s) to configure the groups for. 

¶ +/- Group (0 ς 15) ς The group to be assigned/unassigned to. 

¶ Assigned (YES, NO) ς Pressing enter will set the group assignment, YES for assigned, NO 
for unassigned 
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Scenes 

Each DALI device can have store up to 16 scene levels, and the Config Scenes menu contains 
three functions for setting up these scene levels. 

Set Scenes 

Set Scenes allows scene levels to be set for both addresses and groups, and follows a similar 
approach to Config Groups: 
 

 
 
When an address is selected, the level for the currently selected scene is displayed, as well as 
ŜƛǘƘŜǊ ǘƘŜ ǇŜǊŎŜƴǘŀƎŜ ƻǊ άa!{Yέ όƳŀǎƪ ƳŜŀƴǎ ǘŀƪŜ ƴƻ ŀŎǘƛƻƴ ƛƴ ǊŜƭŀǘƛƻƴ ǘƻ ǘƘŜ {ŎŜƴŜύΦ  CƻǊ 
ƎǊƻǳǇǎΣ ŎǳǊǊŜƴǘ ƭŜǾŜƭǎ ŎŀƴΩǘ ōŜ ŘƛǎǇƭŀȅŜŘ becaǳǎŜ 5![L ŘƻŜǎƴΩǘ ǿƻǊƪ ǘƘŀǘ ǿŀȅ, but the scene 
level can still be set (and can be checked if desired by selecting an address that is assigned to 
that group). 
 
When a current scene level is displayed or a new level is selected, a message is also displayed 
indicating if the level is above the maximum level or below the minimum level for the selected 
address (but not when a group is selected). 
 
If Live Preview is enabled: 

¶ Selecting an address/group will cause that address/group to be set at maximum and all 
others at minimum 

¶ Selecting a scene will cause that scene to be recalled for the selected address/group 

¶ {ŜƭŜŎǘƛƴƎ ŀ ƭŜǾŜƭ ǿƛƭƭ ŎŀǳǎŜ ŀ άDƻ ǘƻ ƭŜǾŜƭέ ŎƻƳƳŀƴŘ ǘƻ ōŜ ǎŜƴǘ ǘƻ ǘƘŜ ǎŜƭŜŎǘŜŘ 
address/group. 

 
Selectable values: 

¶ Address/Group (Address:0-63 and Group:0-15, ALL) ς The address or group of the 
device(s) to configure the scenes for. 

¶ Scene (0 ς 15) ς The scene being configured 

¶ Level (0 ς 255) ς The scene level.  Pressing enter will save any changes made to the 
selected scene level. 

Copy Scenes 

Copy Scenes allows for scenes to be copied between devices. 
 

 
 
To copy scenes, a source device and scene and a target device and scene must be selected.  It is 
also possible to select groups as a source/target device and all scenes as a source/target scene.  
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However, not all possible combinations are valid, and the following table outlines the scenarios 
available when copying scenes: 
 

Source Target 
Result 

Device Scene Device Scene 

Address 0 ς 15 
Address or 

Group 
0 ς 15 

The selected scene from the source device is copied to 
a scene in the target device(s). 

Address 0 ς 15 
Address or 

Group 
ALL 

The selected scene from the source device is copied to 
all the scenes in the target device(s). 

Address ALL 
Address or 

Group 
ALL 

All scene levels from the source device are copied to 
the scenes in the target device(s) (scene 0 copied to 
scene 0, scene 1 copied to scene 1 etc.) 

Group 0 ς 15 
Same as source 

group 
0 ς 15 

For each device in the source group, the source scene is 
copied to the target scene. 

Group 0 ς 15 
Same as source 

group 
ALL 

For each device in the source group, the source scene is 
copied to all the scenes. 

 
If Live Preview is enabled: 

¶ Selecting an address/group will cause that address/group to be set at maximum and all 
others at minimum. 

¶ Selecting a scene will cause that scene to be recalled for the associated source/target 
device. 

  
Selectable values: 

¶ Source (next to άCǊƻƳέύ ŘŜǾƛŎŜ ό!лл-A63, G00-G15, ALL) ς The address or group of the 
device(s) containing the source scene(s). 

¶ Source scene (0-15, ALL) ς The scene(s) to be copied from the source device(s). 

¶ ¢ŀǊƎŜǘ όƴŜȄǘ ǘƻ ά¢ƻέύ ŘŜǾƛŎŜ ό!лл-A63, G00-G15, ALL) ς The address or group of the 
device(s) the scene(s) is being copied to. 

¶ Target scene (0-15, ALL) ς The scene(s) being copied to.  Pressing enter will cause the 
copy function to be performed. 

 

Swap Scenes 

Swap Scenes allows for scenes to be swapped between devices. 
 

 
 
To swap scenes, two devices and the two scenes to be swapped must be selected.  It is also 
possible to select a group as a device and all scenes as a scene to be swapped.  However, not all 
possible combinations are valid, and the following table outlines the scenarios available when 
swapping scenes: 
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First Second 
Result 

Device Scene Device Scene 

Address 0 ς 15 Address 0 ς 15 
The selected scene in the first device is swapped with 
the selected scene in the second device. 

Address ALL Address ALL 
All scene levels in the first device are swapped with the 
scenes in second device (scene 0 swapped with scene 
0, scene 1 swapped with scene 1 etc.) 

Group 0 ς 15 
Same as first 

group 
0 ς 15 

For each device in the selected group, the first selected 
scene is swapped with the second selected scene. 

 
If Live Preview is enabled: 

¶ Selecting an address/group will cause that address/group to be set at maximum and all 
others at minimum. 

¶ Selecting a scene will cause that scene to be recalled for the associated device. 
  
Selectable values: 

¶ CƛǊǎǘ όƴŜȄǘ ǘƻ ά{ǿŀǇέύ ŘŜǾƛŎŜ ό!лл-A63, G00-G15, ALL) ς The address or group of the 
device(s) containing the first scene to be swapped. 

¶ First scene (0-15, ALL) ς The scene(s) to be swapped from the first device(s). 

¶ {ŜŎƻƴŘ όƴŜȄǘ ǘƻ ά²ƛǘƘέύ ŘŜǾƛŎŜ ό!лл-A63, G00-G15, ALL) ς The address or group of the 
device(s) containing the second scene to be swapped. 

¶ Second scene (0-15, ALL) ς The scene(s) to be swapped from the second device(s).  
Pressing enter will cause the swap function to be performed. 

DALI Types 

The Device Types menu provides a summary of the information from a device based on its 
device type. For DALI devices that have more than 1 type, the settings from both of those types 
can be displayed by selecting the appropriate type. The pages displayed for each type depends 
on the type that is selected. 

Summary 

Summary displays a set of 9 information screens or pages for each address on the DALI line.  
Primarily the information pages display the common stored settings, although the first page also 
shows the current arc level and state of the lamp. 
 
The following outlines what is included on each page: 
 

Page 1 - Current arc power level, lamp status 
Page 2 - Group Assignments 
Page 3 - Stored levels for scenes 0-3 
Page 4 - Stored levels for scenes 4-7 
Page 5 - Stored levels for scenes 8-11 
Page 6 - Stored levels for scenes 12-15 
Page 7 - Stored minimum, maximum and power-on levels 
Page 8 - Stored system failure level, fade time and fade rate 
Page 9 - DALI compliance version, device type and physical minimum level (unchangeable) 

 
Use the increase and decrease buttons to select the address, and use the up and down buttons 
to scroll through the pages.  Also, pressing enter will cause the displayed information to toggle 
between actual values and alternative values (e.g. will toggle between showing actual levels and 
percentages for level settings). 
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The following are examples of the information pages (including the display of both actual values 
and alternative values where available) for address 4 (note only 1 out of the 4 pages for scenes is 
shown): 
 

 

 

 

 
 

 
 
The DALI compliance version (DALI Ver.) shown on information page 9 for a device is the 
compliance version of the device itself, not of the ADDICT®. The ADDICT® only knows of the 
following device types: 

Type 0 - Standard όǳǎŜŘ ŦƻǊ ǎǘŀƴŘŀǊŘ 5![L ŘŜǾƛŎŜǎ ǘƘŀǘ ŀǊŜƴΩǘ ŎƭŀǎǎŜŘ ŀǎ ŀ ǎǇŜŎƛŦƛŎ ŘŜǾƛŎŜ 
type and have no extended commands available) 

Type 1 - Emergency 
Type 2 - HID lamp 
Type 3 - LV (low-voltage) halogen 
Type 4 - Incandescent 
Type 5 - Gateway (used for translation between DALI and another protocol) 
Type 6 - LED Module 
Type 7 - Switching (on/off) output 
Type 8 - Colour controller 
Type 9 - Sequencer 
Type 10 - Optical controller 

 
Selectable values: 

¶ Addr (0-63) ς The address of the device to view the settings for. Pages are scrolled using 
up and down buttons 
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Diagnostics 

The Diagnostics menu contains functions for testing the devices connected to the DALI line, as 
well as for testing communication between the devices and other controllers. 

Test Commands 

Test Commands is used to send DALI commands to addresses, groups or ALL devices, and none 
of the commands will change any of the stored settings in the devices.  
ά5ŜǾƛŎŜǎΥ![[έ Ŏŀƴ ŀƭǿŀȅǎ ōŜ ǎŜƭŜŎǘŜŘ ŜǾŜƴ ƛŦ ƴƻ ŘŜǾƛŎŜǎ ŀǊŜ ǊŜǎǇƻƴŘƛƴƎΦ This allows for the 
simple testing commands to be broadcast to determine if a connected DALI device can still 
receive DALI commands but has a fault and does not reply to DALI commands. DALI V2 
ŎƻƳƳŀƴŘǎ ŀǊŜ ŀƭǎƻ ǇǊŜǎŜƴǘΣ ǎǳŎƘ ŀǎ ΨLŘŜƴǘƛŦȅΩ 
 
The commands that can be sent are: 

¶ Off ς turns the lamp off 

¶ Minimum ς lamp level is set to the minimum level 

¶ Maximum ς lamp level is set to the maximum level 

¶ Up ς lamp level is increased by the number of steps set with fade rate 

¶ Down ς lamp level is decreased by the number of steps set with fade rate 

¶ Identify ς Identify a device (Only applicable to DALI V2 devices) 

¶ Fade ς lamp level is continuously faded between 1% and 100% until enter or escape is 
pressed. 

¶ Scene X ς lamp level is set to the level stored for scene X (unless stored level is MASK) 

¶ Level ς sends an Arc Level Command with a selectable intensity 
 
In the example below, the device with address 16 would be set to the level for scene 11.   
 

 
 
Note: The commands sent for Test Commands will still be sent even if Live Preview is disabled. 
 
If Live Preview is enabled, selecting an address/group will cause that address/group to be set at 
maximum and all others at minimum. 
 
Selectable values: 

¶ Address/Group (Address:0-63, Group:0-15, Devices:ALL) ς The address or group of the 
device(s) to send a test command to. 

¶ Command (OFF, MIN, MAX, UP, DOWN, FADE, SCENE, LEVEL) ς The command to be sent.  
Press enter to send the command to the selected device(s) (except when SCENE or LEVEL 
is selected). 

¶ Scene (0-15) ς Only available when SCENE is the selected command.  Press enter to send 
ŀ άƎƻ ǘƻ ǎŎŜƴŜ ·έ ŎƻƳƳŀƴŘ ǘƻ ǘƘŜ ǎŜƭŜŎǘŜŘ ŘŜǾƛŎŜόǎύ ǿƘŜǊŜ · ƛǎ ǘƘŜ ǎŜƭŜŎǘŜŘ ǎŎŜƴŜΦ 

¶ Level (0-255) ς Only available when LEVEL is the selected command.  Press enter to send 
ŀ άƎƻ ǘƻ ƭŜǾŜƭ ·έ ŎƻƳƳŀƴŘ ǘƻ ǘƘŜ ǎŜƭŜŎǘŜŘ ŘŜǾƛŎŜόǎύ ǿƘŜǊŜ · ƛs the selected level. 
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Chasing 

Chasing is used to light up addresses or groups within a specified range one after the other.  
5ǳǊƛƴƎ ŎƘŀǎƛƴƎΣ ǘƘŜ ŀŘŘǊŜǎǎ ƻǊ ƎǊƻǳǇ ŎǳǊǊŜƴǘƭȅ ōŜƛƴƎ άŎƘŀǎŜŘέ ƛǎ ǎŜǘ ǘƻ ƳŀȄƛƳǳƳΣ ŀƴŘ ŀƭƭ ƻǘƘŜǊ 
devices are set to minimum. 
 
Quick Chase  
¢ƘŜ ΨǉǳƛŎƪΩ ŘƻŜǎ ƴƻǘ ǊŜŦŜǊ ǘƻ ǘƘŜ ǎǇŜŜŘ ƻŦ ǘƘŜ ŎƘŀǎŜΣ ǊŀǘƘŜǊ ƛǘ ƳŜŀƴǎ ǘƘŀǘ ȅƻǳ ǿŀƴǘ ǘƻ ŎƘŀǎŜ ǘƘŜ 
connected lights one after the other without specifying a start address or group or an end 
address or group or even the steps ς all of which can be done under the Advanced Chase menus.  
5ǳǊƛƴƎ ŀ ǉǳƛŎƪ ŎƘŀǎŜΣ ŀŘŘǊŜǎǎŜǎ ƻǊ ƎǊƻǳǇǎ ǘƘŀǘ ŀǊŜƴΩǘ ŘŜǘŜŎǘŜŘ ƻƴ ǘƘŜ 5![L line will be skipped.  
Once the last address/group is reached, the chase will start again from the beginning. 
 
Advanced Chase 
A chase can be performed in either direction (i.e. in increasing order or in decreasing order) and 
how much to increase/decrease by in each step can also be selected.  When chasing reaches the 
last address/group, it will start again from the first address/group and continue doing so until 
the escape button is pressed. 
 
The example will chase addresses starting at address 6, up to (and including) address 20, in 
increasing order and every address will be chased (i.e. 6, 7, 8, 9, 10, 11, 12, 13, 14, 15, 16, 17, 18, 
19, 20, 6, 7, 8 Χ ŜǘŎύΦ  
 

 
 
The direction of chasing depends on whether the end value is greater or less than the start 
value, and is always indicated by + or ς before Step.  The step value can only be between 1 and 
the absolute difference between start and end. 
 
Selectable values: 

¶ Start (0 - 63 for addresses, 0 ς 15 for groups) ς the address/group to chase chasing from 

¶ End (0 - 63 for addresses, 0 ς 15 for groups) ς the last address/group that will be chased 
before wrapping-around to the start address/group 

¶ Step (1 ς diff between start and end) ς how many addresses/groups to 
increment/decrement by during chasing.  Press enter to start chasing. 

Sniffing 

With Sniffing, the ADDICT® no longer behaves as a DALI controller (although it still supplies 
power to the DALI line ƛŦ ǊŜǉǳƛǊŜŘύΦ  LƴǎǘŜŀŘΣ ƛǘ Ƨǳǎǘ άǎƴƛŦŦǎέ ŦƻǊ ŀƴȅ ƻǘƘŜǊ ŀŎǘƛǾƛǘȅ ƻƴ ǘƘŜ line 
(between the devices and other controllers) and then records and displays those packets that 
were detected.  The ADDICT® also records the time that each packet was detected (measured in 
seconds after sniffing was started). 
 
The recorded packets can also be stored in eeprom memory of the ADDICT® όǎƻ ǘƘŜȅΩǊŜ ƴƻǘ ƭƻǎǘ 
when the ADDICT® is turned off) and can even downloaded to a PC for further analysis. 
 
The Sniffing menu item is in fact a menu itself, and contains the following four menu items: 

¶ Start Sniffing 
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¶ Recall Data 

¶ Store Data 

¶ Sniff to PC 

Start Sniffing 

The ADDICT® will start sniffing the DALI line until the user presses enter, or 250 packets are 
received. Every 2 hours, if the 250-packet limit has not been reached, the time will reset to start 
from 0 again.  When a packet is detected during sniffing, its contents are displayed on the screen 
(as well as the number of recorded packets). 
 
The following show the screen before any packets have been detected, and the screen after 24 
ǇŀŎƪŜǘǎ ƘŀǾŜ ōŜŜƴ ŘŜǘŜŎǘŜŘ ǎƻ ŦŀǊ ǿƛǘƘ ǘƘŜ ƭŀǎǘ ǇŀŎƪŜǘ ōŜƛƴƎ ŀ άaŀȄƛƳǳƳέ ŎƻƳƳŀƴŘ ǘƻ ǘƘŜ 
device with address 4. 
 

 
 
During sniffing, the ADDICT® will store the detected packet data in its volatile RAM memory.  This 
means that the data will be lost if the ADDICT® is turned off or the data will be overwritten if 
sniffing is started again.  To prevent this data from being lost or overwritten, the ADDICT® 
contains two sections in its eeprom (designated Alpha and Beta) that can each store a block of 
250 packets and be later recalled after the ADDICT® has been turned off or sniffing was 
restarted. 
 
When sniffing has been stopped (by one of the conditions mentioned above), the ADDICT® 
displays the packets that were detected during sniffing.  Since this is the same as what is 
displayed under Recall Data, it will be described in that section. 
  
Note: sniffing can also be stopped by pressing escape, but the ADDICT® will show the Sniffing 
menu instead of the Recall Data screen.  However, the packets that were detected before 
escape was pressed can still be displayed by going to Recall Data. 
 
Selectable values:  none 

Recall Data 

Recall Data is a menu with four options: 

¶ Recall Last ς display the packets most recently sniffed 

¶ Recall Alpha ς display the packets that are stored in the Alpha eeprom memory location 

¶ Recall Beta ς display the packets that are stored in the Beta eeprom memory location 

¶ Send all to PC ς transmits all the stored packet data (in Last, Alpha and Beta) via the PC 
communications link 

 
After selecting one of the recall options, the packet display screen is shown. 
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The following example shows that the 4th ŘŜǘŜŎǘŜŘ ǇŀŎƪŜǘ ǿŀǎ ŀ άvǳŜǊȅ .ŀƭƭŀǎǘέ ŎƻƳƳŀƴŘ ŦǊƻƳ 
a master (another term for controller) to the device with address 3, 16.06s after the ADDICT® 
started sniffing.  A reply of FF (in hexadecimal, 255 in decimal, and ƛƴŘƛŎŀǘŜǎ ŀ άȅŜǎέ ǊŜǇƭȅ ǘƻ ǘƘŜ 
query command) is also shown, and was detected 0.01s later. 
 

 
 
Replies are always 1 byte, and are always displayed in hexadecimal. 
 
Pressing enter will cause the screen to toggle between showing a decoded description of the 
packet and the raw packet data (shown as a hexadecimal value).  The following example shows a 
άƎƻ ǘƻ ǎŎŜƴŜ сέ ŎƻƳƳŀƴŘ ǎŜƴǘ ŦǊƻƳ ŀ ƳŀǎǘŜǊ ǘƻ ŀƭƭ ŘŜǾƛŎŜǎ ƛƴ ōƻǘƘ ŘŜǎŎǊƛǇǘƛǾŜ ŀƴŘ Ǌŀǿ ŦƻǊƳŀǘΦ 
 

 
 
Note: the raw hexadecimal packet data will only make sense if a listing of DALI commands and 
their respective codes is available to the user.  It was included to allow for the display of any 
άŜȄǘŜƴŘŜŘέ 5![L ŎƻƳƳŀƴŘǎ ǳǎŜŘ ōȅ ŀ ŎƻƴǘǊƻƭƭŜǊ ǘƘŀǘ ǿƻǳƭŘ ƴƻǊƳŀƭƭȅ ōŜ ǎǇŜŎƛŦƛŎ ǘƻ ŀ device and 
unknown to the ADDICT®. 
 
Commands sent from a controller to a DALI device (also known as a slave device) are always 2 
bytes long for standard DALI (e-DALI is 3-bytes long). 
 
The following example shows two consecutive packets detected 1s apart.  It also shows that the 
ŘŜǾƛŎŜ ǿƛǘƘ ŀŘŘǊŜǎǎ мп ŘƻŜǎ ƴƻǘ ƘŀǾŜ ŀ ƭŀƳǇ ŦŀƛƭǳǊŜ ǎƛƴŎŜ ƛǘ ŘƛŘƴΩǘ ǊŜǎǇƻƴŘ ǘƻ ǘƘŜ ǉǳŜǊȅ 
command and therefore the second screen shows the ADDICT has moved on to the next address 
to query its lamp status. 
 

 
 
Since it is possible for DALI devices to have different replies to the same query command (and 
different response times), typically a query command sent to more than one device will cause 
invalid data to be generated on the line.  However, these situations can sometimes still produce 
usable information. 
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¢ƘŜ ŦƻƭƭƻǿƛƴƎ ŜȄŀƳǇƭŜ ǎƘƻǿǎ ŀ άǉǳŜǊȅ ƭŀƳǇ ŦŀƛƭǳǊŜέ ŎƻƳƳŀƴŘ ǎŜƴǘ ǘƻ ƎǊƻǳǇ лΣ ŀƴŘ лΦлмǎ ƭŀǘŜǊ 
invalid data was detected on the line, indicating that more than one device in group 0 tried to 
respond with YES (or FF) to the query.  Therefore, at least two devices in that group have lamp 
failures. See Error or Yes details below. 
 

 
 
Most of the DALI commands that can be sent from a master to slave can have either a single 
address, a group of devices or all devices as their target (as shown in the above example by the 
different MĄ ŎƻƳƳŀƴŘǎύΦ  IƻǿŜǾŜǊΣ ǘƘŜǊŜ ŀǊŜ ŀ ǎŜǘ ƻŦ άǎǇŜŎƛŀƭέ ŎƻƳƳŀƴŘǎ ǘƘŀǘ ŀǊŜ ŀƭǿŀȅǎ 
sent to all devices (although not all the devices may react to the command, depending on the 
situation).  When displaying a packet (with descriptive display mode selected) these are prefixed 
ǿƛǘƘ ά{t9/Φέ 
 
¢ƘŜ ŦƻƭƭƻǿƛƴƎ ŜȄŀƳǇƭŜǎ ǎƘƻǿ ŀ άǎǘƻǊŜ мну ƛƴ ǘƘŜ 5¢w ό5ŀǘŀ ¢ǊŀƴǎŦŜǊ wŜƎƛǎǘŜǊύέ ŎƻƳƳŀƴŘ ŀƴd an 
άLƴƛǘƛŀƭƛǎŜ bŜǿ 5ŜǾƛŎŜǎέ όƛΦŜΦ ŘŜǾƛŎŜǎ ǿƛǘƘƻǳǘ ŀŘŘǊŜǎǎŜǎύ ŎƻƳƳŀƴŘΦ 
 

 
 
Newer DALI protocols define 3-byte e-DALI commands that can be sent between controllers on a 
DALI line and will be ignored by slave devices.  The ADDICT® can sniff these 3-byte commands 
during sniffing, but will show only the raw hex values. 
 

 
 
Selectable values: 

¶ Packet number (1 ς number of packets) ς The packet data will be displayed as the packet 
number is being selected 
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Error or Yes: 
An Error or Yes may appear on the screen under a few conditions. On the ADDICT V3, the most 
likely reason for the result will also be shown on the screen with the following message: 

¶ άIŀƭŦ ō ғоллǳǎέ ς The DALI Half bit was less than 300us causing an error 

¶ ά[ƻƴƎ ō ғсллǳǎέ ς The DALI Long bit was less than 600us causing an error 

¶ άLƴŎƻǊǊŜŎǘ .ƛǘέ ς The DALI Bit was incorrect, expected a 0, got a 1. 

¶ ά[ƻƴƎ Ҕммллǳǎέ ς The DALI Long bit was too long 

¶ ά.ǳǎ [ƻǿ [ƻƴƎέ ς The DALI Bus was held low for too long causing an error 

¶ ά¦ƴƪƴƻǿƴέ ς Most likely a YES response, otherwise unknown DALI error. 



ADDICT v3.0.1 User Manual  DALI Functionality 

©2017 All rights reserved - 31 - 

If the Send all to PC menu item is selected, the ADDICT® will transmit all the recorded and stored 
packet data via the PC communications link to a PC (or any device capable of receiving RS-232 
serial data). 
 
The following is an example of what is transmitted by Send all to PC: 
 

#ADDICT 1.0 Sniffed packet data 
#Last 
15.91s 0191 M>A00 Query Ballast 
15.96s 0391 M>A01 Query Ballast 
16.01s 0591 M>A02 Query Ballast 
16.06s 0791 M>A03 Query Ballast 
16.07s FF 
16.10s 0799 M>A03 Query Dev. Type 
16.11s 00 
 

#Alpha 
5.39s A3FF SPEC. 255>DTR 
5.43s FF80 M>ALL Store DTR> Address 
5.47s FF80 M>ALL Store DTR> Address 
5.50s A3FF SPEC. 255>DTR 
5.54s FF80 M>ALL Store DTR> Address 
5.57s FF80 M>ALL Store DTR> Address 
5.61s A100 SPEC. Terminate 
5.65s A100 SPEC. Terminate 
5.80s A500 SPEC. Init. ALL 
5.84s A500 SPEC. Init. ALL 
5.99s A700 SPEC. Randomise 
6.02s A700 SPEC. Randomise 
6.18s FF06 M>ALL Minimum 
6.33s B5FF SPEC. 255>Search Addr. Low 
6.37s B3FF SPEC. 255>Search Addr. Mid 
6.40s B1FF SPEC. 255>Search Addr. High 
6.44s A900 SPEC. Compare 
6.49s A900 SPEC. Compare 
6.54s B5FF SPEC. 255>Search Addr. Low 
6.58s B3FF SPEC. 255>Search Addr. Mid 
6.62s B1FF SPEC. 255>Search Addr. High 
6.65s A900 SPEC. Compare 
6.70s A900 SPEC. Compare 
6.76s B5FF SPEC. 255>Search Addr. Low 
6.79s B3FF SPEC. 255>Search Addr. Mid 
6.83s B1FF SPEC. 255>Search Addr. High 
6.87s A900 SPEC. Compare 
6.92s A900 SPEC. Compare 
6.97s A100 SPEC. Terminate 
7.00s A100 SPEC. Terminate 
 

#Beta 
No packets 

 
The time stamp indicates how many seconds after sniffing was started that the packet was 
detected, and that is followed by the 2-bytes of raw hexadecimal data for commands or 1-byte 
of data for replies.  Following the raw data for commands, as per the example above, is a 
description of what that command is (same as what is displayed when displaying the sniffed 
packets on the ADDICT®). 
 
For 3-byte e-DALI commands, only 3-bytes of raw hexadecimal is transmitted with no 
description as the ADDICT cannot know manufacturer-specific E-DALI 3-byte commands (OEMs 
wanting to add this to the ADDICT for their products should contact Creative Lighting). 
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Store Data 

Store Data is a menu with two items: 

¶ Last to Alpha ς store the most recently sniffed packet data in the Alpha eeprom location 

¶ Last to Beta ς store the most recently sniffed packet data in the Beta eeprom location 
 
After one of the Store Data menu options has been selected a confirmation screen is displayed 
(unless there are no packets to be stored), since all data currently stored in that location will be 
overwritten with the new packet data (even if the number of new packets is less than what was 
currently stored). 
 

 
 
After confirming, the stored packets can be viewed at any time (even after the ADDICT® has been 
switched off) under the Recall Data menu. 
 
Selectable values: 

¶ Confirmation (YES, NO) ς Press enter to confirm storing packet data to eeprom, YES to 
store, NO to cancel 

Sniff to PC 

Sniff to PC is like the standard sniffing mode, except the detected packet data is transmitted via 
a PC communications link to a PC (or other device capable of receiving RS-232 serial data) 
instead of being recorded by the ADDICT®.  This allows for an unlimited number of DALI packets 
to be detected (instead of a maximum of 250), however the ADDICT® will still reset the time to 0 
every 2 hours and will stop if the escape button is pressed. 
 
See page 11 for more details of what is required for PC communications. 
 
The following is an example of the data transmitted by the ADDICT® during Sniff to PC: 
 

#ADDICT 1.0 Sniffed packet data 
#Live 
15.91s 0191 M>A00 Query Ballast 
15.96s 0391 M>A01 Query Ballast 
16.01s 0591 M>A02 Query Ballast 
16.06s 0791 M>A03 Query Ballast 
16.07s FF 
16.10s 0799 M>A03 Query Dev. Type 
16.11s 00 

 
The data transmitted for each sniffed packet is the same as that sent with Send all to PC on the 
previous page.  
 
Selectable values:  none 
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Count Devices 

Count Devices scans the DALI line and displays a count of the number of addresses, groups and 
reported lamp failures currently on the line.  During scanning, a progress bar is displayed as 
shown in the following: 
 

 
 
The following example shows that 10 addresses were detected on the DALI line, as well as 4 
groups and one of the 10 addressed devices is reporting a lamp failure. 
 

 
 
Press enter or escape to return to the menu. 

Check Failures 

Check Failures scans the DALI line for devices reporting that their lamps have failed.  If any 
devices report a failure the ADDICT® will display which addresses have lamp failures and which 
do not. 
 
The following examples show that the device with address 29 is reporting a lamp failure and the 
ŘŜǾƛŎŜ ǿƛǘƘ ŀŘŘǊŜǎǎ пр ƛǎƴΩǘ ǊŜǇƻǊǘƛƴƎ ŀ ƭŀƳǇ ŦŀƛƭǳǊŜΦ  
 

 
 
The address is selected using the increase + and decrease - buttons.  If Auto-scan is disabled, 
only addresses reporting lamp failures can be selected. 
 
Note: some DALI devices are unable to detect when they have a failed lamp, so they will not be 
able to report lamp failures.  Also, the status of the lamp failure for a selected address is not 
updated while that address is selected, but will be updated when the address selection is 
changed. 
 
Selectable values: 

¶ Address (0 ς 63) ς The address of the device being interrogated for a lamp failure 
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Advanced 

The Advanced menu contains functions which go beyond simple installation and configuration of 
DALI devices. 

SCI (Serial Communications Interface) Mode 

SCI Mode allows an external controller (such as a PC) to communicate to devices on the DALI line 
using the RS-232 serial communication protocol. 
 
An example of a PC software package that can communicate with the ADDICT® using SCI Mode is 
WinDim by Tridonic. 
 
Currently, details of the serial commands that are sent and received during SCI Mode are not 
specified in this manual.  However, these specifications can be requested by contacting Creative 
Lighting. 
 
Pressing escape will exit out of SCI Mode. 
 
Note: SCI Mode is different to SCI TX Mode option available under Addict Options.  In SCI TX 
Mode, the ADDICT® sends SCI commands to an external controller, whereas in SCI Mode, the 
ADDICT® receives SCI commands and translates them to the DALI line. 

Capturing 

Capturing is used to back up and store a local copy of all (common stored) settings for one or 
more devices on the DALI line.  Once the settings are stored, they can be programmed back into 
the devices later (e.g. if one or more fittings were replaced) and even transmitted to and from a 
PC. 
 
{ǘƻǊŜŘ ǎŜǘǘƛƴƎǎ ŀǊŜ ŀƭǎƻ ŀǎǎƻŎƛŀǘŜŘ ǿƛǘƘ ŀ ά.ǳǎ L5έ ǿƘƛŎƘ ƛǎ ŀ ƴǳƳōŜǊ ŦǊƻƳ л ǘƻ фф ǘƘŀǘ ŀƭƭƻǿǎ 
for distinction between devices from different buses (lines).  To prevent ambiguity, there cannot 
be duplicate addresses within a bus ID, and trying to store settings using an address/bus ID 
combination that is already stored in the ADDICT® will cause the stored settings to be 
overwritten by the newly captured settings.  This means that each bus ID can have a maximum 
of 64 stored settings associated with it.  It is also up to the user to keep track of which DALI line a 
bus ID is used for (e.g. bus ID 10 is the Dali Line in the front office, bus ID 11 is kitchen etc). 
 
The ADDICT® itself can store the settings for a total of 250 devices, however virtually any number 
Ŏŀƴ ōŜ ǎǘƻǊŜŘ ƛŦ ǘƘŜȅ ŀǊŜ ǘǊŀƴǎƳƛǘǘŜŘ ŀƴŘ ǎŀǾŜŘ ƻƴǘƻ ŀ t/Φ  ¢ƘŜ ǘŜǊƳ άǎƭƻǘέ ƛǎ ǎƻƳŜǘƛƳŜǎ ǳǎŜŘ 
when referring to a section of memory that can hold the stored settings for a single device. 
 
Note: the ADDICT® ƻƴƭȅ ŜƴŦƻǊŎŜǎ ǳƴƛǉǳŜ ŎƻƳōƛƴŀǘƛƻƴǎ ƻŦ ōǳǎ L5Ωǎ ŀƴŘ ŀŘŘǊŜǎǎŜǎ ŦƻǊ ǎŜǘǘƛƴƎǎ 
ǎǘƻǊŜŘ ƛƴ ƛǘǎ ƳŜƳƻǊȅΣ ǿƘƛŎƘ ƳŜŀƴǎ ǘƘŀǘ ƛǘ ƛǎ ǇƻǎǎƛōƭŜ ŦƻǊ ŘǳǇƭƛŎŀǘŜ ōǳǎ L5Ωǎ ŀƴŘ ŀŘŘǊŜǎǎŜǎ ǘƻ 
exist when they are stored on a PC.  However, when the stored settings are uploaded back to 
the ADDICT®, it will make sure that no duplicates are used. 
 
The following five menu items are found under Capturing: 

¶ Capture All 

¶ Capture 1 by 1 

¶ View Stored 

¶ Transmit to PC 

¶ Delete Stored 
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Capture All 

Capture All will capture the stored settings for all devices currently connected to the DALI line 
and associate them with the same bus ID. 
 
The first screen displayed for Capture All selects the bus ID that will be associated with the 
stored settings.  As a bus ID is being selected, the number of devices currently stored with that 
bus ID is also shown. 
 
The following examples show that bus ID 4 already has 21 devices stored for it, and bus ID 56 
currently has none: 
 

 
 
After a bus ID has been selected, the ADDICT® will scan the DALI line to check how many new 
slots will be required, and how many slots will be updated (if the bus ID and address 
combination already exists).  It also briefly shows how many slots are not currently being used.  
If the number of new slots is more than the number of free slots, Capture All will not proceed. 
 
The ADDICT® will ask for confirmation before capturing the stored settings, as shown in the 
ŦƻƭƭƻǿƛƴƎ ŜȄŀƳǇƭŜ όǘƘŜ ŜȄŀƳǇƭŜ ŀƭǎƻ ǎƘƻǿǎ ǘƘŜ άŦǊŜŜ ǎƭƻǘǎέ ōŜŦƻǊŜ ŎƻƴŦƛǊƳŀǘƛƻƴ ƛǎ ŀǎƪŜŘύΥ 
 

 
 
After confirmation, the ADDICT® will capture and store the settings from all devices on the 
currently connected DALI line. 
 
Selectable values: 

¶ Bus ID (0 ς 99) ς the bus ID to associate with the stored settings 

¶ Confirmation (YES, NO) ς Press enter to confirm Capture All, YES to start capturing, NO to 
cancel 

Capture 1 by 1 

Capture 1 by 1 stores the common settings for just a single device on the DALI line.  When 
storing the settings, the selected address and bus ID will be checked to see if the selected 
combination is already in use, in which case the current settings stored in the ADDICT® will be 
overwritten.  Otherwise, a new memory slot will be used for the settings. 
 
During selection of the bus ID and device address, the ADDICT® will indicate whether a new slot 
will be required or old data will be updated, as shown in the following examples: 
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After the bus ID and address have been selected, the ADDICT® will ask for confirmation for 
ŎŀǇǘǳǊƛƴƎΦ  LŦ ŀ ƴŜǿ ǎƭƻǘ ƛǎ ǊŜǉǳƛǊŜŘ ŀƴŘ ǘƘŜǊŜ ƛǎƴΩǘ ŀ ŦǊŜŜ ǎƭƻǘ ŀǾŀƛƭŀōƭŜΣ ŎŀǇǘǳǊƛƴƎ ǿƛƭƭ ƴƻǘ 
proceed. 
 
Selectable values: 

¶ Bus ID (0 ς 99) ς the bus ID to associate with the stored settings 

¶ Address (0 ς 63) ς the address of the device to store the common settings for.  Press 
enter to proceed to confirmation 

¶ Confirmation (YES, NO) ς Press enter to confirm Capture 1 by 1, YES to start capturing, 
NO to cancel 

View Stored  

View Stored allows a bus ID to be selected and then addresses associated with that bus ID can be 
viewed (within the data stored in the ADDICT®). 
 
The following examples show that there are stored settings for address 2 with bus ID 15, and 
address 50 with bus ID 50. 
 

 
 
Note: only one address is displayed at a time, and other addresses for the selected bus ID can be 
displayed by navigating down to the address. 
 
A bus ID of ά![[έ Ŏŀƴ ŀƭǎƻ ōŜ ǎŜƭŜŎǘŜŘΣ ǿƘƛŎƘ ǎƘƻǿǎ Ƙƻǿ Ƴŀƴȅ ǎƭƻǘǎ ƻǳǘ ƻŦ ǘƘŜ ǘƻǘŀƭ ƻŦ нрл ŀǊŜ 
currently being used: 
 

 
 
Selectable values: 

¶ Bus ID (0 ς 99, ALL) ς ǘƘŜ ōǳǎ L5Ωǎ ǳǎŜŘ ǿƘŜƴ ǎǘƻǊƛƴƎ ǎŜǘǘƛƴƎǎ όƻƴƭȅ ǳǎŜŘ ōǳǎ L5Ωǎ Ŏŀƴ ōŜ 
selected) 

¶ Address (0 ς 63) ς one of the addresses associated with the selected bus ID  



ADDICT v3.0.1 User Manual  DALI Functionality 

©2017 All rights reserved - 37 - 

Transmit to PC 

Transmit to PC sends all the device settings that are currently stored in the ADDICT® to a PC (or 
other device capable of receiving RS-232 serial data) via the PC communications link.  Note that 
the current version of the Terminal-compatible PC comms is listed correctly in the data set as 
άмΦлϦΦ ¢ƘŜ ŦƻƭƭƻǿƛƴƎ ƛǎ ŀƴ ŜȄŀƳǇƭŜ ƻŦ ǘƘŜ Řŀǘŀ ǘƘŀǘ ƛǎ ǎŜƴǘΥ 
 

#ADDICT 1.0 Captured settings data 
#bus_id addr grps_0-7 grps_8-15 min max fade_time&rate power_on sys_fail scenes*16 xor_checksum 
00 01 09 02 01 FE 07 FE FE FE FE FE 01 01 01 01 FE FE FF FF FF FF FF FF 00 01  
00 02 0A 02 01 FE 07 FE FE 01 E5 FE FE FE D2 01 01 01 FF FF FF FF FF FF 00 34  
00 03 04 00 83 D4 87 FE FE 01 01 01 01 FE FE FE FE C3 FF FF FF FF FF FF 00 19  
00 04 00 00 01 FE 07 FE FE C4 DD EC F6 FE FF FF FF FF FF FF FF FF FF FF FF F9  
01 01 00 00 01 FE 07 FE FE FF FF FF FF FF FF FF FF FF FF FF FF FF FF FF FF FC  
01 02 00 00 01 FE 07 FE FE FF FF FF FF FF FF FF FF FF FF FF FF FF FF FF FF FD  
01 03 00 00 01 FE 07 FE FE C4 DD EC F6 FE FF FF FF FF FF FF FF FF FF FF FF F8  
01 04 00 00 01 FE 07 FE FE C4 DD EC F6 FE FF FF FF FF FF FF FF FF FF FF FF F0 
. 

 
All data is sent as 2-digit hexadecimal values, and there is one line for each device.  A header line 
is also transmitted explaining what each value represents.  The final value is an XOR checksum (it 
is the XOR sum of all the preceding values) and can used as a simple method for detecting errors 
ƛƴ ǘƘŜ ŘŀǘŀΦ  ¢ƘŜ ƭŀǎǘ ƭƛƴŜ ǎǘŀǊǘǎ ǿƛǘƘ ŀ άΦέ ƛƴŘƛŎŀǘƛƴƎ the end of the data. 

Delete Stored 

Delete Stored allows device settings stored in the ADDICT® to be deleted (it does not affect the 
settings in any actual devices currently connected to the DALI line).  Memory slots are deleted by 
bus ID (or all slots can be deleted at once).  Note: it is not possible to delete the settings for just 
a single address, but all addresses for a selected bus ID will be deleted. 
 
When selecting a bus ID, the number of addresses associated with that bus ID (and hence the 
number of slots that will be deleted) is displayed: 
 

 
After a bus ID (or ALL) is selected, confirmation is required before the slots will actually be 
deleted. 
 
Selectable values: 

¶ Bus ID (0 ς 99, ALL) ς device settings for addresses associated with the selected bus ID 
will be deleted.  Press enter to proceed to confirmation 

¶ Confirmation (YES, NO) ς Press enter to confirm deletion of slots, YES to delete, NO to 
cancel 
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Programming 

Programming is used to copy the stored settings for a device (obtained by capturing) from the 
ADDICT® into a DALI device.  Refer to the section on Capturing on page 34 for more information 
regarding storing settings for a device. 
 

The following four menu items are found under Programming: 

¶ Program All 

¶ Program 1 by 1 

¶ View Stored 

¶ Recv. from PC 

Program All 

Program All is used to copy the stored settings for all the devices associated with a selected bus 
ID. 
 

When using Program All, the ADDICT® will try to match up addresses stored in the ADDICT® for 
the selected bus ID to those of the devices currently on the DALI line to which the ADDICT is 
connected.  It will then display how many addresses matched, how many were not found on the 
line (but are stored in the ADDICT®) and how many were not stored in the ADDICT® (but are 
connected to the DALI line). 
 

In the following example, bus ID 47 is selected, and after scanning the DALI line, 6 addresses in 
the stored settings for bus ID 47 matched addresses on the line, 2 addresses that were stored 
were not found on the DALI line, and 11 addresses found on the DALI line were not in the stored 
settings:  
 

 
 
Confirmation is still required before the settings of the device(s) on the DALI line are 
programming.  If there are no matching pairs of addresses found, it is not possible to select YES 
for the confirmation. 
 

Once confirmed, the ADDICT® will program the settings for the device(s) with matching 
addresses, displaying how many devices have been programmed and how many did not have 
matching addresses and were therefore skipped. 
 

¢ƘŜ ŦƻƭƭƻǿƛƴƎ ŜȄŀƳǇƭŜ ǎƘƻǿǎ ǘƘŜ ǎŎǊŜŜƴ ǿƘŜƴ ƛǘΩǎ ŎǳǊǊŜƴǘƭȅ ǳǇ ǘƻ ǇǊƻƎǊŀƳƳƛƴƎ ŀŘŘǊŜss 24 and 
5 devices (with addresses less than 24) have been programmed and 8 have been skipped: 
 

 
 

 
 
Selectable values: 
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¶ Bus ID (0 ς 99) ς the bus ID associated with the stored settings to be programmed into 
the connected DALI devices.  Only existing bus I5Ωǎ Ŏŀƴ ōŜ ǎŜƭŜŎǘŜŘΦ  tǊŜǎǎ ŜƴǘŜǊ ǘƻ 
proceed to confirmation 

¶ Confirmation (YES, NO) ς Press enter to confirm Program All, YES to start programming, 
NO to cancel 
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Program 1 by 1 

Program 1 by 1 allows the programming of stored settings for one device at a time.  Program 1 
by 1 ŀƭǎƻ ŘƻŜǎƴΩǘ ǊŜǉǳƛǊŜ ǘƘŀǘ ǘƘŜ ŀŘŘǊŜǎǎ ǎǘƻǊŜŘ ƛƴ ǘƘŜ !55L/¢® and the address of the device 
on the line match. 
 

The first example shows the device with address 41 on the DALI line being programmed with the 
stored settings with the same address under bus ID 2.  The second example shows the device 
with address 0 on the DALI line being programmed with the stored settings of address 37 from 
bus ID 93: 
 

 
 
After selecting the bus ID, source and target addresses, further confirmation is still required 
before the device will be programmed. 
 

Selectable values: 

¶ Bus ID (0 ς 99) ς the bus ID associated with the stored settings to use when programming 
όƻƴƭȅ ŜȄƛǎǘƛƴƎ ōǳǎ L5Ωǎ Ŏŀƴ ōŜ ǎŜƭŜŎǘŜŘύ 

¶ Source Addr (0 ς 63) ς the stored settings with the selected source address (and bus ID) 
will be used during programming (only addresses that are stored can be selected) 

¶ Target Addr (0 ς 63) ς the address of the device on the DALI line to be programmed.  
Press enter to proceed to confirmation 

¶ Confirmation (YES, NO) ς Press enter to confirm Program 1 by 1, YES to start 
programming, NO to cancel 

View Stored 

View Stored for programming is identical to View Stored found under capturing (see page 36). 

Recv. from PC 

Recv. from PC receives device settings data from a PC (or other device capable of transmitting 
RS-232 serial data) and stored it in the ADDICT®.  The format of the data is the same as that sent 
using Transmit to PC under capturing (see page 37). 
 

After each line of data is received (with no detected errors), the data contained in that line is 
stored into a device settings memory slot in the ADDICT®.  The slot chosen depends if the 
combination of address and bus ID from the received data exists in the ADDICT® already.  If it 
already exists, the slot with that address and bus ID is overwritten.  Otherwise a free slot is used 
if available. 
 

While receiving the data, the number of slots that have been used (either new or updated) is 
displayed, as well as the number of free slots that can still be used. 
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The following example shows that (so far) 10 new slots have been used, 31 existing slots have 
been updated (therefore 41 lines of data have been received) and there are still 138 free slots 
available: 
 

 
 
Recv. from PC ǿƛƭƭ ŜƴŘ ƛŦ ǘƘŜ ŜǎŎŀǇŜ ōǳǘǘƻƴ ƛǎ ǇǊŜǎǎŜŘ ƻǊ ǘƘŜ ŘŜǎƛƎƴŀǘŜŘ ŜƴŘ ƻŦ ŦƛƭŜ ŎƘŀǊŀŎǘŜǊ άΦέ 
is received at the beginning of a line. 
 
!ƴȅ ƭƛƴŜǎ ǎǘŀǊǘƛƴƎ ǿƛǘƘ ǘƘŜ ŎƻƳƳŜƴǘ ŎƘŀǊŀŎǘŜǊ άІέ ǿƛƭƭ ōŜ ƛƎƴƻǊŜŘΦ 
 
If an error is detected with the received data, the current line of data will be ignored and the 
ADDICT® will ignore any data that is further received.  The ADDICT® will then display the line of 
data (counting since receiving was started) that the error occurred in and a brief description of 
the error. 
 
The following example shows that line 21 did not contain enough data values: 
 

 
 
Following is a list of possible error messages: 

¶ Bad char @ SOL ς the first character of a line (ignoring whitespace) was invalid (must be 
the start of a 2-ŘƛƎƛǘ ƘŜȄŀŘŜŎƛƳŀƭ ǾŀƭǳŜΣ ǘƘŜ ŎƻƳƳŜƴǘ ŎƘŀǊŀŎǘŜǊ άІέ ƻǊ ǘƘŜ ŜƴŘ ƻŦ Řŀǘŀ 
ŎƘŀǊŀŎǘŜǊ άΦέύ 

¶ Not 2-digit hex ς one of the data values was not a valid 2-digit hexadecimal number 

¶ Too many values ς there were too many data values in the line 

¶ Missing space ς whitespace is missing between data values 

¶ Checksum diff. ς the received XOR checksum did not match the checksum of the data 
values 

¶ Missing LF char ς a LF (line-feed) character was missing at the end of the line (end of line 
should be CRLF) 

¶ Missing CR char ς a CR (carriage-return) character was missing at the end of the line 

¶ Internal timeout ς the ADDICT® did not completely store the previous line of data before 
this line was received 

¶ RS232 frame Err. ς there was an error with the underlying RS-232 serial data 

¶ Not enough data ς the line did not contain enough data values 
 
Selectable values:  none 
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ADDICT Options 

ADDICT Options is a special menu with three items: 

¶ Live Preview 

¶ Auto-Scan 

¶ SCI Tx Mode 
 
See page 10 for explanations of how these options affect DALI functionalities. 
 
Each option will have either a tick or a cross next to it depending on whether that option is 
currently enabled (a tick) or disabled (a cross).  In the following example, Live Preview and SCI TX 
Mode are currently disabled, and Auto-Scan is enabled. 
 

 
 
To toggle the current setting for an option, navigate to it (in the same way all menus are 
navigated) and press enter. 
 
The options under ADDICT Options only apply to DALI functionality, and do not affect the 
operation of DMX512. 
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DMX512 and RDM (Remote Device Management) Functionality 
The DMX512 & RDM menus contains all the DMX512 and RDM functions available with the 
ADDICT®.  They provide a few quick and easy options for testing both DMX512 masters/controllers 
and slaves/devices (under the DMX512 menu), as well as advanced configuration options for 
devices implementing the Remote Device Management protocol (under the RDM menu). 
 
Note: all channel levels for DMX512 are displayed by the ADDICT® as a number between 0 and 255 
ς no conversion to percentages is performed. 

Test DMX512 ς Test Channels 

With Test Channels, the ADDICT® behaves as a DMX512 master and will generate a DMX512 signal 
for 512 channels, and the levels for every channel in that DMX512 άǳƴƛǾŜǊǎŜέ όƛΦŜΦ ŎƘŀƴƴŜƭǎ м-512) 
can be individually controlled. 
 
Test Channels begins by requesting the starting range of channels to be tested, as shown in the 
following example: 
 

 
 
This is just the range of channels that are initially displayed on the screen, and this range can be 
changed during testing.  Note that only the lower value is selected for the range ς the other 
value is always 7 more. 
 
After the starting channel range is selected, the ADDICT® will display the 8 channels in the 
starting range and their current values in the form xxx:yyy where xxx is the channel and yyy is 
the level.  Initially, the levels of all channels (1-512) will be 0. 
 
The channels and their values are navigated and selected in a similar fashion to other ADDICT® 
screens ς pressing the increase or decrease button will change the currently selected channel 
level and pressing up or down will move to the previous or next channel respectively.  
Navigating past the first or last channel on the screen will also change the range of channels 
shown. 
 
Pressing enter will cause the selected channel to continuously fade up and down until enter is 
pressed again.  When a channel is fading, pressing the down button will cause the next channel 
after the selected channel to also fade ŀǎ ŀ άŦƛƴŜέ ŘƛƳƳƛƴƎ ŎƘŀƴƴŜƭΦ  ¢Ƙƛǎ ǿƛƭƭ ŀƭƭƻǿ ŦƻǊ ŘŜǾƛŎŜǎ 
with 16-bit channels (i.e. intensity/position etc. is defined as the combination of two sequential 
channel levels) to be better tested.  Pressing the up button will change back to single channel 
fading.  During fading, the increase and decrease buttons will have no effect. 
 
The following examples show the initial channel levels for the starting range of 22-29 and after 
the channel levels have been changed. 
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Note:  any changes made to a channel level will instantly affect that channel level in the DMX512 
output signal, i.e. the enter button does not need to be pressed to change the output level. 
 
Selectable values: 

¶ Starting Range (lowest value, 1 ς 505) ς the initial range of values to be displayed on the 
screen.  Press enter to start generating DMX512. 

¶ 8 x channel levels (0 ς 255) ς level to be sent for that channel 

Test DMX512 ς All Channels 

As with Test Channels, the ADDICT® also behaves as a DMX512 master for All Channels. 
 
All Channels has a similar functionality to Test Channels, except that all channel levels are 
changed at once instead of individual channels.  The following example shows that all DMX512 
channels (1-512) will be set to level 72. 
 

 
 
Pressing the increase and decrease button will change the level of all channels, and pressing 
enter will cause all channels to continuously fade up and down until enter is pressed again. 
 
Note:  the channel level that is selected using All Channels will override any individual levels 
selected using Test Channels. 

Test DMX512 ς Chase Channels 

As with Test Channels, the ADDICT® also behaves as a DMX512 master for Chase Channels. 
 
Chase Channels with DMX512 works the same way as DALI chasing (see page 26) with a couple 
of exceptions: 

¶ can only chase by channel (instead of either by addresses or by groups). 

¶ ǘƘŜ άǎǘŜǇέ Ŏŀƴ ŀƭǎƻ ōŜ ǎŜƭŜŎǘŜŘ ŀǎ лΣ ǿƘƛŎƘ ǿƛƭƭ ŎŀǳǎŜ ŀƭƭ ŎƘŀƴƴŜƭǎ ōŜǘǿŜŜƴ ǎǘŀǊǘ ŀƴŘ ŜƴŘ 
ǘƻ άǎǘǊƻōŜέ ōetween 0 and 255 every 2 seconds. 

 
Selectable values: 

¶ Start (1 ς 512) ς the channel to chase chasing from 

¶ End (1 ς 512) ς the last channel that will be chased before wrapping-around to the start 
channel 

¶ Step (0 ς diff between start and end) ς how many channels to increment/ decrement by 
during chasing (or 0 to strobe).  Press enter to start chasing. 
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Test DMX512 ς Sniff Channels 

With Sniff Channels, the ADDICT® behaves as a DMX512 slave, and only receives a DMX512 signal.  
During sniffing, the ADDICT® will display the levels that are currently being received for a range 
of 8 channels at a time. 
 
Sniff Channels begins by requesting the starting range of channels to be displayed, as shown in 
the following example: 
 

 
 
This is just the range of channels that are initially displayed on the screen, and this range can be 
changed during testing.  Note that only the lower value is selected for the range ς the other 
value is always 7 more. 
 
After the starting channel range is selected, the ADDICT® will display the sniffed levels for the 8 
channels in the starting range: 
 

 
 
If the ADDICT® ƛǎ ǊŜŎŜƛǾƛƴƎ ŀ ǾŀƭƛŘ 5a·рмн ǎƛƎƴŀƭΣ άw·έ ǿƛƭƭ ōŜ ŘƛǎǇƭŀȅŜŘ ƻƴ ǘƘŜ ǎŎǊŜŜƴΦ  LŦ ƛǘ ǎǘƻǇǎ 
receiving a valid ǎƛƎƴŀƭ ŦƻǊ ŀǘ ƭŜŀǎǘ ŀ ǎŜŎƻƴŘΣ άw·έ ǿƛƭƭ ŘƛǎŀǇǇŜŀǊ ǳƴǘƛƭ ŀ ǾŀƭƛŘ ǎƛƎƴŀƭ ƛǎ ǊŜŎŜƛǾŜŘ 
again, but the most recently received levels will still be displayed. 
 
To change the range of channels displayed, press the up and down buttons to decrement and 
increment the channels respectively. 
 
Pressing enter will cause the display to be paused and all levels (even those outside the currently 
displayed range) will not change from their current values until sniffing is unpaused by pressing 
enter again.  When sniffing is pŀǳǎŜŘΣ άt!έ ƛǎ ŘƛǎǇƭŀȅŜŘ ƻƴ ǘƘŜ ǎŎǊŜŜƴΥ 
 

 
 
bƻǘŜ ǘƘŀǘ ŜǾŜƴ ǿƘƛƭŜ ǇŀǳǎŜŘΣ άw·έ ǎǘƛƭƭ ƛƴŘƛŎŀǘŜǎ ǿƘŜǘƘŜǊ ŀ ǾŀƭƛŘ 5a·рмн ǎƛƎƴŀƭ ƛǎ ŎǳǊǊŜƴǘƭȅ 
being received. 
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It is also possible that the controller generating the DMX512 signal may not be sending levels for 
all 512 channels, and the ADDICT® ƛƴŘƛŎŀǘŜǎ ǘƘƛǎ ōȅ ǎƘƻǿƛƴƎ ŀ ŎƘŀƴƴŜƭ ƭŜǾŜƭ ŀǎ ά---ά ƛŦ ƛǘ ƘŀǎƴΩǘ 
received a level for that channel. 
 

RDM Setup ς Identify All 

Identify All sends a command to all RDM compliant devices (currently connected via the DMX512 
interface cable) instructing them to begin their identification procedure. 
 

 
How a device should identify itself is not specified by RDM, and the response to an identify 
comƳŀƴŘ ŘŜǇŜƴŘǎ ƻƴ ǘƘŜ ŘŜǾƛŎŜΩǎ ƳŀƴǳŦŀŎǘǳǊŜǊ όǎƻƳŜ Ƴŀȅ ŦƭŀǎƘ ǘƘŜ ƭŀƳǇΣ ŘƛǎǇƭŀȅ ǎƻƳŜǘƘƛƴƎ 
on an LCD etc). 
 
Pressing escape will send a command to stop identification and then return to the RDM Setup 
menu. 

RDM Setup ς Count Devices 

Count Devices uses discovery commands to count how many RDM compliant devices are 
currently connected via the DMX512 interface cable. 
 

 
 
As devices are discovered, the number displayed will increase until all devices have been 
counted, at which time the last line of the display will ŀƭǎƻ ǊŜŀŘ ά/ƻƳǇƭŜǘŜέΦ 
 
Pressing escape while devices are being counted will return to the RDM Setup menu.  Once 
counting is complete, pressing enter or escape will return to the menu. 

RDM Setup ς Setup Devices 

Setup Devices allows you to scroll through the connected RDM devices connected, and view and 
modify their current RDM-based settings.  Note that not all RDM commands are currently 
supported by the ADDICT®, but they may be included in future releases. 
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The first screen under Setup Devices is the Select Device screen.  On this screen, the only 
selectable value is the 12-digit ŘŜǾƛŎŜ ¦L5 όŀ ŘŜǾƛŎŜΩǎ ǳƴƛǉǳŜ L5Σ ŜǾŜǊȅ ƛƴŘƛǾƛŘǳŀƭ ŘŜǾƛŎŜ ǿƛƭƭ ƘŀǾŜ 
a unique identifier).  Since the device UID does not reveal much about the device, the screen 
also ŘƛǎǇƭŀȅǎ ǘƘŜ ŘŜǾƛŎŜΩǎ 5a· ŀŘŘǊŜǎǎ ǊŀƴƎŜ όǿƘƛŎƘ ƛǎ ŀƭƭ ǘƘŜ 5a·512 channels that the device 
will currently respond to) as well as three labels showing the model, manufacturer and a 
programmable device label (up to 16 characters will be displayed for each of the labels, and the 
line will continually scroll if all the labels cannot be displayed at once). 
 
In the example above, the following information is displayed about the selected device: 

¶ Its UID is 00A112345678 (which is unique to this device). 

¶ Its DMX address range is 1 to 3 (its start address is 1, and it responds to 3 channels). 

¶ ²ƘŜƴ ƛǘΩǎ ǎŎǊƻƭƭƛƴƎΣ ǘƘŜ ƭŀǎǘ ƭƛƴŜ ǿƛƭƭ ǊŜŀŘ SLAMMO ς Creative Lightin ς (White LEDs only), 
ǿƘƛŎƘ ƳŜŀƴǎ ǘƘŀǘ ǘƘŜ ŘŜǾƛŎŜ ƳƻŘŜƭ ƛǎ ŀ {[!aahΣ ƛǘΩǎ ƳŀƴǳŦŀŎǘǳǊŜǊ ƛǎ /ǊŜŀǘƛǾŜ [ƛƎƘǘƛƴ 
(tƘŜ άƎέ Ƙŀǎ ōŜŜƴ Ŏǳǘ ƻŦŦ ōŜŎŀǳǎŜ ƻƴƭȅ ǘƘŜ ŦƛǊǎǘ мс ŎƘŀǊŀŎǘŜǊǎ Ŏŀƴ ōŜ ŘƛǎǇƭŀȅŜŘ ƘŜǊŜύΣ ŀƴŘ 
ƛǘǎ ǇǊƻƎǊŀƳƳŀōƭŜ ŘŜǾƛŎŜ ƭŀōŜƭ ƛǎ ŎǳǊǊŜƴǘƭȅ ǎŀȅƛƴƎ ǘƘŀǘ ƛǘ ƛǎ ά²ƘƛǘŜ [95ǎ ƻƴƭȅέΦ 

 
Pressing the increase/decrease button will scroll to the next/previous device UID that can be 
discovered (wrapping around at the ends of the UID range).  Pressing enter will start setting up 
the selected device.  Pressing escape will return to the RDM Setup menu. 
 
The process for setting up an RDM device is split up into pages, with one page dedicated to each 
RDM parameter (i.e. command) supported by the device.  Navigation between the pages is 
achieved by using the up and down buttons, and pressing escape will return to the Select Device 
screen.  Depending on the currently selected page, the increase, decrease and enter buttons will 
have different effects. 
 
There are two types of RDM parameter: standard and manufacturer-specific.  Standard 
parameters (if implemented) will have the same functionality for all RDM devices.  A few 
standard parameters must be handled by all devices, but many of them are optional.  
Manufacturer-specific parameters are all optional and will only have the same functionality for 
devices from the same manufacturer (if implemented). 
 
When entering the Setup Device pages, one of the required standard parameters will always be 
shown first.  The following sections outline the setup pages for the required standard 
parameters (the order of these pages will be the same regardless of device). 

Setup Device ς Identify Device (standard, required) 

The Identify Device page allows for the selected device to start or stop its identification process.  
Pressing enter will cause the device to toggle between identifying and not identifying. 
 

 

Setup Device ς DMX Start Address (standard, required) 

The DMX Start Address page is used to set the current starting DMX address for the device.  If 
the device listens to more than one consecutive DMX channel, this is the first channel in that 
range. 
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The increase and decrease buttons change the value shown for the address, and pressing enter 
saves the new value into the device.  Once set, the address is retrieved again from the device for 
confirmation. 

Setup Device ς Device Info (standard, required) 

The Device Info page contains four subpages that display various information about the selected 
device.  Use the increase and decrease buttons to navigate between the subpages. 
 
tŀƎŜ м ǎƘƻǿǎ ǘƘŜ ǎŜƭŜŎǘŜŘ ŘŜǾƛŎŜΩǎ ŜŦŦŜŎǘƛǾŜ 5a·рмн ŀŘŘǊŜǎǎ ǊŀƴƎŜ, as well as the currently 
selected DMX personality (DMX personalities are explained on page 44). 
 

 
 
tŀƎŜ н ǎƘƻǿǎ ǘƘŜ ǎŜƭŜŎǘŜŘ ŘŜǾƛŎŜΩǎ ǇǊƻŘǳŎǘ ŎŀǘŜƎƻǊȅ όǎƘƻǿƴ ŀǎ ƘŜȄŀŘŜŎƛƳŀƭ ǾŀƭǳŜǎΣ ǊŜŦŜǊ ǘƻ ǘƘŜ 
RDM standard for meanings of the values) and the model ID (as set by the manufacturer). 
 

 
 
Page 3 shows the number of sub-devices implemented in the selected device (note that 
configuration of sub-devices is currently not supported), as well as the number of sensors. 
 

 
 
Page 4 shows the RDM version supported by the selected device and the current software 
version programmed in the device. 
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Setup Device ς Software Version Label (standard, required) 

The Software Version Label page displays a text description of the software version (instead of 
the hexadecimal version shown on subpage 4 of Device Info) currently programmed into the 
selected device. 
 

 
 
If the software version label is longer than 16 characters, it will scroll across the screen. 
 
The following sections outline the setup pages for the standard parameters that are not required 
but are supported by the ADDICT®.  Also, only pages for parameters that are reported to be 
supported by the selected device will be available.  The order of the pages will also be the same 
as the order that the device reports them to be supported, and this may differ between devices. 
 

Setup Device ς Control Field (standard, required) 

The Control Field page displays flags about specific properties of the device being queried. The 
information is displayed over 2 pages with the up and down arrows used to scroll between the 
information.  
 

 
 
The 4 flags displayed are Managed Proxy, Sub-Device, Boot-Loader and Proxied Device with the 
setting of each flag represented as either Yes or No. The Managed Proxy Flag indicates if the 
responder is a Proxy device or not. The Sub-Device Flag indicates if the responder supports Sub-
Devices. 
 

 
 
The Boot-Loader Flag indicates if the responder required a firmware upload before it can 
operate normally. The Proxied Device Flag indicates that the response has been transmitted by a 
Proxy on behalf of an actual device. 
 

Setup Device ς Device Model Description (standard) 

The Device Model Description ǇŀƎŜ ŘƛǎǇƭŀȅǎ ŀ ǘŜȄǘ ŘŜǎŎǊƛǇǘƛƻƴ ƻŦ ǘƘŜ ǎŜƭŜŎǘŜŘ ŘŜǾƛŎŜΩǎ ƳƻŘŜƭ 
(instead of the hexadecimal version shown on subpage 2 of Device Info). 
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If the device model description is longer than 16 characters, it will scroll across the screen. 

Setup Device ς Manufacturer Label (standard) 

The Manufacturer Label ǇŀƎŜ ŘƛǎǇƭŀȅǎ ŀ ǘŜȄǘ ŘŜǎŎǊƛǇǘƛƻƴ ƻŦ ǘƘŜ ǎŜƭŜŎǘŜŘ ŘŜǾƛŎŜΩǎ ƳŀƴǳŦŀŎǘǳǊŜǊΦ 
 

 
 
If the manufacturer label is longer than 16 characters, it will scroll across the screen. 

Setup Device ς Device Label (standard) 

The Device Label page displays the selected deviceΩǎ ŎǳǊǊŜƴǘ ǇǊƻƎǊŀƳƳŀōƭŜ ŘŜǾƛŎŜ ƭŀōŜƭ and 
allows for this label to be changed. 
 

 
 
If the device label is currently longer than 16 characters, it will scroll across the screen.  Pressing 
enter will proceed to the editing page for the device label. 
 

 
 
The device label editing page allows you to change the device label currently set in the device.  
The current length of the label is shown on the 2nd line (minimum length is 0, maximum length 
is 32).  Up to 14 characters of the label at a time are shown on the 3rd line, and the last line 
indicates which character is currently being changed (shown by the up arrow).  The square 
brackets [ and ] indicate the ends of the label, and < and > indicate that there is more label past 
the ends of the extent of the label currently being shown. 
 
Pressing increase and decrease will scroll the currently selected character through all the 
possible characters.  There is one special character, the end of label character, and it is displayed 
as a filled in rectangle.  If this character is selected, then the character before it is the last 
character in the label when it is stored into the device. 
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Pressing up and down will move the arrow left and right along the label, selecting the character 
that can be changed.  Moving past the ends will cause the display to scroll appropriately. 
 
Pressing enter will store the new label into the selected device.  After storing, the label will be 
retrieved from the device to confirm that is has changed.  Pressing escape returns to the view-
only page for the Device Label. 

Setup Device ς Factory Defaults (standard) 

The Factory Defaults ǇŀƎŜ Ŏŀƴ ōŜ ǳǎŜŘ ǘƻ ǊŜǎŜǘ ǘƘŜ ǎŜƭŜŎǘŜŘ ŘŜǾƛŎŜΩǎ ŎǳǊǊŜƴǘ ǎŜǘǘƛƴƎǎ ōŀŎƪ ǘƻ 
their default values. 
 

 
 
Press the increase or decrease button to select yes or no.  Press the enter button to confirm the 
selection.  Note that it is up to the manufacturer of the device to decide upon which settings are 
restored to their default values. 

Setup Device ς Boot Software Version ID (standard) 

The Boot Software Version ID page displays the current version of the boot software 
programmed in the selected device.  The format of the 32-bit value is chosen by the 
manufacturer. 
 

 

Setup Device ς DMX Personality (standard) 

The DMX Personality page allows for the DMX Personality of the selected device to be changed.  
! 5a· ǇŜǊǎƻƴŀƭƛǘȅ ŘŜŦƛƴŜǎ ǘƘŜ ŦǳƴŎǘƛƻƴŀƭƛǘȅ ŦƻǊ ŜŀŎƘ ŎƘŀƴƴŜƭ ƛƴ ǘƘŜ ŘŜǾƛŎŜΩǎ 5a· ŦƻƻǘǇǊƛƴǘ όƛΦŜΦ 
how many channels it listens to).  Different personalities may have different sized footprints.  
The DMX Personality page shows which personality is currently selected, how many channels are 
in its DMX footprint and a description of the personality. 
 
The following example shows a DMX personality for a Control Freak® SLAMMO® 3-channel 
dimmer.  Per the description, the personality uses 8-bit dimming, so there are only 3 channels in 
the footprint (one for each output channel). 
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Press the increase and decrease buttons to scroll through the available personalities for the 
selected device.  Press enter to store the selected personality as the current personality for the 
device. 

Setup Device ς Reset Device (standard) 

The Reset Device page allows for the selected device to be reset remotely.  There are two types 
of reset available, a warm reset and a cold reset. Typically, a cold reset is the equivalent of 
removing and reapplying power to the device, but the actual functionality of both reset options 
depend on the manufacturer. 
 

 
 
Press the increase and decrease buttons to select the type of reset to perform.  Press enter to 
send the selected reset command to the device. 
 

Setup Device ς Proxied Device Count (standard) 

The Proxied Device Count page displays the Device Count and List Change flag. The Device Count 
represents the number of devices being handled by the Proxy. The List Change flag is set if the 
devices represented by the Proxy have changed since last checking the Proxy Device list. 
 

 
 

Setup Device ς Proxied Devices (standard) 

The Proxied Devices page displays a list of the UIDs of devices represented by the selected Proxy. 
The UIDs can be scrolled through using the increase and decrease buttons. If the Proxy has more 
than 38 UIDs to transmit, multiple packets will need to be used to receive all the UIDs.  

 
 
Pressing enter will request additional packets from the Proxy. When viewing the final packet, if 
an additional packet is requested the first packet will be redisplayed. The packet being viewed is 
displayed on the 2nd line.  
 

Setup Device - Manufacturer-Specific Parameters (non-standard) 

As mentioned earlier, as well as the standard RDM parameters, a device may also implement 
manufacturer-specific parameters.  As the ADDICT® cannot possibly implement special 
functionality for all the manufacturer-specific parameters for all device manufacturers, it relies 
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on each individual device to report the available parameters and their data formats (as specified 
by the RDM standard).  Note that a device is not required to report all its implemented 
manufacturer-specific parameters, and so these unreported parameters cannot be configured 
using the ADDICT®.  Also, devices only provide information on how much data to use for a 
ǇŀǊŀƳŜǘŜǊ ŀƴŘ ŘƻƴΩǘ ǎǇŜŎƛŦȅ ǿƘŀǘ ǘhe data means, so it may also be necessary to have a 
datasheet from the manufacturer when using these parameters. 
 

Setup Device ς SLAMMO Specific (Creative Lighting specific parameter) 

Some Creative Lighting Control Freak® devices are capable of being controlled by more than one 
interface (e.g. DMX, DALI or DSI) and the Device Mode page allows for the current operating 
mode to be selected using RDM.  Note that the device mode selected by RDM may still be 
overridden by dipswitches on the device itself (if fitted).  The current device mode is displayed 
when the page is selected (if the device mode is being overridden by dipswitches, then the 
switch selected mode will be displayed) 
 

 
 
Press the increase and decrease buttons to select the device mode.  Press enter to set the 
ǎŜƭŜŎǘŜŘ ŘŜǾƛŎŜΩǎ ƳƻŘŜΦ  !ŦǘŜǊ ōŜƛƴƎ ǎŜǘΣ ǘƘŜ ŘŜǾƛŎŜ ƳƻŘŜ ǿƛƭƭ ōŜ ǊŜǘǊƛŜǾŜŘ ŀƎŀƛƴ ŦƻǊ 
confirmation.  If the device mode is being overridden, then the overriding mode will again be 
displayed, but the internal RDM device mode will be whatever was just set (and will be the 
operating mode if the override is removed). 
 
Similar commands exist to change the following properties; 

¶ Output Inversion 

¶ Channel mode (1, 2, 3, or 4) Outputs 

¶ Log or Linear Dimming 
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ADDICT Menu Tree 
 (Items in bold are menus, all others are function screens) 
 
DALI 

Installation 
  All Min/Max 
  Random Address 
   Address New 
   Address All 
  Physical Selection 
   Address New 
   Address All  

Remapping 
  Assign Groups 
  Set Address 

Configuration 
  Settings 
  Type Settings 
  Groups 
  Scenes 
   Set Scenes 
   Copy Scenes 
   Swap Scenes 
  DALI Types 
  Summary 

Diagnostics 
  Test Commands 
  Chasing 
   Address Quick 
   Group Quick 
   Address Advanced 
   Group Advanced 
  Sniffing 
   Start Sniffing 
   Recall Data 
    Recall Last 
    Recall Alpha 
    Recall Beta 
    Send All to PC 
   Store Data 
    Last to Alpha 
    Last to Beta 
   Sniff to PC 
  Count Devices 
  Check Failures 
  
  
  

 
 
 

 
 
Advanced Tools 

  SCI Mode 
  Capturing 
   Capture All 
   Capture 1 by 1 
   View Stored 
   Transmit to PC 
   Delete Stored 
  Programming 
   Program All 
   Program 1 by 1 
   View Stored 
   Receive from PC 
 
DMX512 
 Test Channels 
 All Channels 
 Chase Channels 
 Sniff Channels 
 
 
RDM 
 Identify All 
 Count Devices 
 Setup Devices 
 
About 
 
Options 
 Live Preview 

Auto-Scan 
SCI TX Mode 

 
Wi-Fi Mode 
 
 
 
 
 
 
 
 
 
 
  
  



Optional Extras 
Optional extras for the ADDICT® at time of publication include: 
 
 
 
 

Type Model Description 

Cases ADD-CARRYCASE 

Aluminium lockable case with protective inserts 
and handy pockets. Colour standard is black and 
silver however this may change ς check when 

ordering. Dimensions 33 x 26 x 10cm 
 

ADD-TrolleyBackPack 
(see photo left) 

Trolley backpack with Control Freak®  logo and DALI 
Systems Integrator emblem. Especially useful for 

portable 12V power supply and with wireless 
ADDICT® modems 

   

Wireless 
ADD-PP-WIRELESS 

LINK 

2 x send/rx wireless modems with up to 900m 
indoor and 22km outdoor range ς makes 

commissioning safer (no trailing cables) and faster 
(no need to have someone else looking for DALI 

devices during remapping).  
 ADD-PP-Battery 12V 

for WIRELES 
12V Battery 7Ah rechargeable ς especially useful 

for portable power to the ADDICT 
 ADD-PP-Battery 

charger for 12V 
12V 300mA Battery charger for ADD-PP-Battery 

12V for WIRELESS 
   

RS232 ADD-PP-RJDB9Lead 
RJ45 to 9-pin serial lead for ADDICT PC 

communications 
 ADD-PP-Serial lead 9 

pin 
9-pin serial lead for wireless modem to DIDIO SCI 

   
Parts ADD-PP-Box SMD box to house lead set spare connectors 

 ADD-PP-Battery 9v 
Ultra Durace 

Duracell Ultra 9V D battery for the ADDICT® 

 ADD-PP-3 way quick 
connectors 

 3 terminal 400V 32A snap connector ideal for quick 
DALI connections to fly leads 

 ADD-PP-5 way quick 
connectors 

5 terminal 400V 32A snap connector ideal for quick 
DALI connections to fly leads 

   

DMX-512 ADD-PP-DMX-Y3 
DMX512 in & through - rj patch to 1 male 3 pin xlr, 

1 female 3 pin xlr 
 

ADD-PP-DMX-Y5 
DMX512 in & through - rj patch to 1 male 5 pin xlr, 

1 female 5 pin xlr 

DALI SCI & PS DIDIO 7017 

DALI PS & SCI & 12SCN (Power Supply module is 
removable), Serial Communications Interface (suits 

ADDICT, Clipsal DALI Control. Epygi Labs DALI 
Control and others) 12 trigger inputs mapped to 

scenes 0-11  - many other version available 
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The ADDICT® with optional case (lockable 
aluminium), optional DMX lead and included 
SMPS power adaptor, RS232 patch lead, 9V 
battery, universal lead set and PC Comms 
lead (dongle and cat 5 lead now superceded 
by an RJ45 to 9-pin serial lead). 

DALI Systems Integrator backpack, shown 
with optional radio modems in the side 

pockets. Backpack has a retractable handle 
and wheels for trolley use. 

Optional Wireless Xtream Radio modems  
(configured by Creative Lighting to suit the 
ADDICTÈ and Creative Lightingôs DIDIO SCI ) 
 

Optional DIDIO® ï a convenient din mount 
combination of integral modules of DALI 
power supply 22Vdc 245mA, SCI Serial 

Communications Interface, and DALI Scene 
Controller with up to 12 i/o lines for switches 

and sensors eg  manual DALI line emergency 
override, momentary push buttons, dry 

contacts from sensors. Up to 4 of the 12 i/o 
lines can be opto-isolated outputs eg as 

24vdc outputs to drive 24v coils of contactors  
 


